
September 28, 2005

Peter Van Alyea
Redwood Oil Company
455 Yolanda Avenue
Santa Rosa, CA  95404

Ground Water Monitoring Report
July 2005
Redwood Oil Company Bulk Plant
455 Yolanda Avenue
Santa Rosa, California
ECM Project #98-507-14

Dear Mr. Van Alyea:

This report provides the results of the semi-annual ground water monitoring at the Redwood Oil
Company Bulk Plant, located at 455 Yolanda Avenue in Santa Rosa, California (Figure 1,
Attachment A).  ECM group personnel conducted ground water monitoring at the site between
July 12 and July 13, 2005.  Ground water elevations were measured in thirteen of the
conventional wells (MW-1 through MW-5, MW-5A, MW-7, MW-10, MW-15, MW-16, MW-
17, V-1, and AG-2) and three multilevel wells (MW-21 through MW-23) (Figure 2, Attachment
A).  Ground water samples were collected from wells MW-2 through MW-4 and the multilevel
wells MW-21 through MW-23, in accordance with the site monitoring schedule.  Ground water
samples were collected in accordance with the site monitoring schedule. 

Free-phase hydrocarbons were not observed in any of the wells.  Well heads and well vaults were
observed to be in good condition.  Water level data is shown in Tables 1 and 2 (Attachment B)
and a ground water elevation contour map is included as Figure 2 (Attachment A).  Purge water
and decon rinseate were disposed of in the site treatment system holding tank. 

Samples were forwarded under chain of custody record to Friedman & Bruya, Inc., of Seattle,
Washington for analysis.  Analytic results for ground water are presented in Tables 3 through 6
(Attachment B).  Ground water samples were collected in accordance with ECM Standard
Operating Procedure - Ground Water Sampling (Attachment E).  The chain of custody
documents and laboratory analytic reports are included in Attachment C.  Water Sampling Data
Sheets are included in Attachment D.

Analytical results for samples collected during this sampling event were typical of previous
events.  Wells MW-2 and MW-4 have continued to show decreasing concentrations of
contamination.  Contaminant concentrations were low or below detection limits for all
contaminants of concern for wells MW-2 and MW-4.  Samples from well MW-3 had significant
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concentrations of gasoline, diesel, BTEX compounds, and oxygenates.  Concentrations in the
sample from well MW-3 were consistent with previous samples.

Wells MW-21, MW-22, and MW-23 have sample ports installed at four intervals to evaluate the
vertical extent of site contamination.  Samples from MW-21 at depths up to 165 ft bgs were
significantly impacted.  Samples from MW-22 and MW-23 were significantly impacted at 25 ft
bgs.  Concentrations at sample depths below 25 ft bgs were below detection limits for all
contaminants of concern in wells MW-22 and MW-23.

Wells MW-2, MW-3, MW-4, MW-21, MW-22, and MW-23 are scheduled for semi-annual
sampling and are sampled in January and July.  Other site wells are scheduled for annual
sampling in January of each year. 

Thank you for the opportunity to provide services to Redwood Oil Company.  Please call if you
have any questions.

Sincerely,
ECM group

David Hazard
Environmental Scientist

Chris Bramer
Professional Engineer #C048846
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Attachments: A - Figures
B - Tables
C - Chain of Custody Documents and Laboratory Analytic Report
D - Water Sampling Data Sheets
E - Standard Operating Procedures

cc: Joan Fleck, North Coast Regional Water Quality Control Board 

C1:\ECMQMs\50714.Jul05 QM
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Figure 1. Site Location Map - Redwood Oil Service Station, 455 Yolanda Avenue, Santa Rosa, California

98-507 [Site Loc map]  3/19/02

Base map reference: Thomas Bros.

Bennett Valley Road

Montgomery



MW-11

Figure 2.	Well Locations and Ground Water Elevation Contour Map - July 12, 2005 - Redwood Oil Bulk Plant, 455 Yolanda Avenue, Santa Rosa, California
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

01/11/91 --- --- --
02/08/91 --- --- ---
03/08/91 --- --- ---
06/13/91 22.02 80.75 0.00
07/09/91 22.22 80.55 0.00
08/01/91 22.00 80.77 0.00
08/29/91 21.73 81.04 0.00
09/11/91 21.75 81.02 0.00
10/08/91 22.04 80.73 0.00
11/08/91 22.23 80.54 0.00
12/11/91 --- --- 0.00
01/13/92 21.41 81.36 0.00
02/11/92 20.25 82.52 0.00
03/11/92 12.79 89.98 0.00
04/13/92 13.76 89.01 0.00
05/15/92 15.49 87.28 0.00
06/15/92 16.85 85.92 0.00
07/16/92 17.74 85.03 0.00
08/18/92 17.56 85.21 0.00
09/18/92 18.62 84.15 0.00
12/08/92 18.38 84.39 0.00
03/10/93 13.29 89.48 0.00
06/04/93 12.77 90.00 0.00
10/14/93 23.66 79.11 0.00
04/11/94 14.58 88.19 0.00
10/19/94 14.51 88.26 0.00
04/11/95 9.18 93.59 0.00
03/06/96 10.16 92.61 0.00
10/14/96 12.36 90.42 0.00 Top of casing elevations re-surveyed.
04/09/97 10.75 92.03 0.00
10/29/97 13.28 89.50 0.00
04/07/98 8.06 94.72 0.00
10/07/98 11.51 91.27 0.00
04/07/99 8.71 94.07 0.00

0 - 77 - 249 - 24MW-1

102.78

102.77
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/19/99 11.98 90.80 0.00
04/26/00 --- --- 0.00 Well inaccessible due to construction activities.
10/30/00 11.41 134.75 0.00 Top of casing elevations re-surveyed.
02/01/01 11.28 134.88 0.00
04/23/01 14.29 131.87 0.00
07/23/01 14.88 131.28 0.00
10/23/01 16.46 129.70 0.00
01/21/02 12.77 136.04 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 12.80 136.01 0.00
07/22/02 13.20 135.61 0.00
10/22/02 13.76 135.05 0.00
01/27/03 13.00 135.81 0.00
04/21/03 12.85 135.96 0.00
07/21/03 13.36 135.45 0.00
01/20/04 10.04 138.77 0.00
07/19/04 13.04 135.77 0.00
01/18/05 9.96 138.85 0.00
07/12/05 9.40 139.41 0.00

01/11/91 21.36 80.82 0.00
02/08/91 18.24 83.94 0.00
03/08/91 16.52 85.66 0.00
06/13/91 20.95 81.23 0.00
07/09/91 20.98 81.20 0.00
08/01/91 20.98 81.20 0.00
08/29/91 21.28 80.90 0.00
09/11/91 21.36 80.82 0.00
10/08/91 21.83 80.25 0.22
11/08/91 20.56 81.62 0.00
12/11/91 21.08 81.10 0.00
01/13/92 18.56 83.62 0.00
02/11/92 14.30 87.88 0.00
03/11/92 11.81 90.37 0.00

MW-1

148.81

9 - 24 7 - 24 0 - 7

102.18 0 - 7.57.5 - 2510 - 25MW-2

102.78

146.16
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/13/92 13.23 88.95 0.00
05/15/92 15.09 87.09 0.00
06/15/92 16.95 85.23 0.00
07/16/92 17.96 84.22 0.00
08/18/92 17.76 84.42 0.00
09/18/92 18.75 83.43 0.00
12/08/92 14.66 87.52 0.00
03/10/93 12.80 89.38 0.00
06/04/93 13.25 88.93 0.00
10/14/93 16.20 85.98 0.00
04/11/94 14.85 87.33 0.00
10/19/94 15.04 87.14 0.00
04/11/95 9.77 92.41 0.00
03/06/96 10.12 92.06 0.00
10/14/96 12.45 89.74 0.00
04/10/97 10.79 91.40 0.00
10/28/97 13.32 88.87 0.00
04/07/98 8.02 94.17 0.00
10/07/98 11.64 90.55 0.00
04/07/99 8.79 93.40 0.00
10/19/99 12.05 90.14 0.00
04/26/00 --- --- --- Well inaccessible due to construction activities.
10/30/00 10.80 134.52 0.00 Top of casing elevations re-surveyed.
02/01/01 10.70 134.62 0.00
04/23/01 13.74 131.58 0.00
07/23/01 14.22 131.10 0.00
10/23/01 16.04 129.28 0.00
01/21/02 13.36 134.61 0.00
04/25/02 13.80 134.17 0.00
07/22/02 13.81 134.16 0.00
10/22/02 13.82 134.15 0.00
01/27/03 13.18 147.97 134.79 0.00 Top of casing elevations were surveyed for EDF 

compliance.

102.18

145.32

10 - 25MW-2 0 - 7.57.5 - 25

Page 3 of 31



Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/21/03 12.34 135.63 0.00
07/21/03 13.01 134.96 0.00
01/20/04 11.81 136.16 0.00
07/19/04 12.84 135.13 0.00
01/18/05 11.14 136.83 0.00
07/12/05 11.02 136.95 0.00

01/11/91 --- --- ---
02/08/91 --- --- ---
03/08/91 28.28 73.66 0.00
06/13/91 --- --- ---
07/09/91 --- --- ---
08/01/91 --- --- ---
08/29/91 --- --- ---
09/11/91 --- --- ---
10/08/91 --- --- ---
11/08/91 --- --- ---
12/11/91 --- --- ---
01/13/92 --- --- ---
02/11/92 18.82 83.12 0.00
03/11/92 11.76 90.18 0.00
04/13/92 12.25 89.69 0.00
05/15/92 15.35 86.59 0.00
06/15/92 17.61 84.33 0.00
07/16/92 19.86 82.08 0.00
08/18/92 19.66 82.28 0.00
10/18/92 26.00 75.94 0.00
12/08/92 17.24 84.70 0.00
03/10/93 14.60 87.34 0.00
06/04/93 13.95 87.99 0.00
10/14/93 --- --- ---
04/11/94 16.58 85.36 0.00
10/19/94 16.01 85.93 0.00
04/11/95 11.12 90.82 0.00

MW-2 147.97 10 - 25 7.5 - 25

101.94 0 - 1717 - 3318 - 33MW-3

0 - 7.5
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

03/06/96 11.72 90.22 0.00

Page 5 of 31



Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/14/96 13.94 88.03 0.00
04/10/97 12.08 89.90 0.01
10/29/97 16.02 85.99 0.02
04/07/98 9.97 92.00 0.00
10/07/98 12.66 89.31 0.00
04/07/99 9.70 92.27 0.00
10/19/99 13.15 88.82 0.00
04/26/00 --- --- --- Well inaccessible due to construction activities.
10/30/00 --- --- --- Well plugged at seven feet, no water.
02/01/01 12.33 132.77 0.00
04/23/01 --- --- --- Well was inaccessible
07/23/01 14.98 130.12 0.00
10/23/01 17.00 128.10 0.00
01/21/02 13.67 134.08 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 14.50 133.25 0.00
07/22/02 14.96 132.79 0.00
10/22/02 15.22 132.53 0.00
01/27/03 14.21 133.54 0.00
04/21/03 13.47 134.28 0.00
07/21/03 14.43 133.32 0.00
01/20/04 12.00 135.75 0.00
07/19/04 14.03 133.72 0.00
01/18/05 11.11 136.64 0.00
07/12/05 11.68 136.07 0.00

01/11/91 --- --- ---
02/08/91 --- --- ---
03/08/91 --- --- ---
06/13/91 --- --- ---
07/09/91 --- --- ---
08/01/91 --- --- ---
08/29/91 --- --- ---
09/11/91 --- --- ---

MW-3

147.75

18 - 33 17 - 33101.97

145.10

0 - 17

101.47 0 - 77 - 2510 - 25MW-4
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/08/91 --- --- ---
11/08/91 --- --- ---
12/11/91 --- --- ---
01/13/92 24.47 77.00 0.00
02/11/92 26.06 75.41 0.00
03/11/92 23.46 78.01 0.00
04/13/92 24.25 77.22 0.00
05/15/92 --- ---
06/15/92 --- ---
07/16/92 --- --- ---
08/18/92 --- --- ---
09/18/92 --- --- ---
12/08/92 --- --- ---
03/10/93 --- --- ---
06/04/93 --- --- ---
10/14/93 --- --- ---
04/11/94 --- --- ---
10/19/94 --- --- ---
04/11/95 --- --- ---
03/06/96 16.52 84.95 0.00
10/14/96 20.39 81.31 0.00
04/10/97 16.02 85.68 0.00
10/29/97 21.61 80.09 0.00
04/07/98 11.30 90.40 0.00
10/07/98 15.53 86.17 0.00
04/07/99 11.95 89.75 0.00
10/19/99 15.15 86.55 0.00
04/26/00 10.38 91.32 0.00
06/01/00 --- --- ---
10/30/00 13.78 131.69 0.00 Top of casing elevations were surveyed.
02/01/01 13.41 132.06 0.00
04/23/01 19.27 126.20 0.00
07/23/01 17.65 127.82 0.00
10/23/01 19.88 125.59 0.00

145.47

101.70

0 - 77 - 2510 - 25101.47MW-4
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

01/21/02 13.62 134.50 0.00 Top of casing elevations were surveyed for EDF 
compliance.

04/25/02 14.47 133.65 0.00
07/22/02 15.57 132.55 0.00
10/22/02 17.23 130.89 0.00
01/27/03 13.00 135.12 0.00
04/21/03 13.42 134.70 0.00
07/21/03 14.15 133.97 0.00
01/20/04 11.67 136.45 0.00
07/19/04 14.47 133.65 0.00
01/18/05 11.31 136.81 0.00
07/12/05 11.53 136.59 0.00

06/13/91 25.84 75.53 0.00
07/09/91 25.98 75.39 0.00
08/01/91 23.22 78.15 0.00
08/29/91 22.79 78.58 0.00
09/11/91 22.58 78.79 0.00
10/08/91 27.46 73.91 0.00
11/08/91 24.36 77.01 0.00
12/11/91 23.35 78.02 0.00
01/13/92 23.96 77.41 0.00
02/11/92 23.67 77.70 0.00
03/11/92 22.01 79.36 0.00
04/13/92 21.50 79.87 0.00
05/15/92 18.96 82.41 0.00
06/15/92 18.72 82.65 0.00
07/16/92 19.88 81.49 0.00
08/18/92 19.38 81.99 0.00
09/18/92 19.60 81.77 0.00
12/08/92 20.04 81.33 0.00
03/10/93 16.60 84.77 0.00
06/04/93 15.96 85.41 0.00
10/14/93 18.68 82.69 0.00

7 - 25 0 - 7MW-4

MW-5 101.37 0 - 32.534.5 - 44.5 32.5 - 44.5

148.12 10 - 25
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/11/94 14.46 86.91 0.00
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/19/94 15.56 85.81 0.00
04/11/95 9.52 91.85 0.00
03/06/96 10.60 90.77 0.00
10/14/96 11.81 89.53 0.00
04/09/97 10.08 91.26 0.00
10/29/97 15.05 86.29 0.00
04/07/98 8.01 93.33 0.00
10/07/98 9.82 91.52 0.00
04/07/99 9.12 92.22 0.00
10/19/99 12.96 88.38 0.00
04/26/00 9.28 92.06 0.00
10/30/00 --- --- --- Well inaccessible due to area flooding
02/01/01 11.52 134.21 0.00
04/23/01 15.25 130.48 0.00
07/23/01 13.22 132.51 0.00
10/23/01 13.15 132.58 0.00
01/21/02 12.50 135.88 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 12.02 136.36 0.00
07/22/02 11.00 137.38 0.00
10/22/02 11.40 136.98 0.00
01/27/03 10.78 137.60 0.00
04/21/03 9.15 139.23 0.00
01/20/04 8.00 140.38 0.00
07/19/04 10.53 137.85 0.00
01/18/05 10.09 138.29 0.00
07/12/05 7.11 141.27 0.00

10/14/96 11.80 89.57 0.00
04/10/97 10.16 91.21 0.00
10/29/97 16.80 84.57 0.00
04/07/98 9.64 91.73 0.00
10/07/98 10.09 91.28 0.00
04/07/99 7.55 93.82 0.00

MW-5

148.38

34.5 - 44.5 32.5 - 44.5 0 - 32.5

MW-5A

145.73

101.37

101.37 50 - 60 49 - 60 0 - 49
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/19/99 --- --- --- Well casing was damaged.
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/26/00 7.58 101.37 93.79 0.00
10/30/00 --- --- --- Well inaccessible due to area flooding
02/01/01 11.17 134.53 0.00
04/23/01 11.75 133.95 0.00
07/23/01 12.58 133.12 0.00
10/23/01 13.71 131.99 0.00
01/21/02 12.55 135.80 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 11.45 136.90 0.00
07/22/02 10.75 137.60 0.00
10/22/02 10.90 137.45 0.00
01/27/03 10.31 138.04 0.00
04/21/03 10.35 138.00 0.00
07/19/04 10.03 138.32 0.00
01/18/05 10.15 138.20 0.00
07/12/05 8.42 139.93 0.00

06/13/91 34.93 65.93 0.00
07/09/91 35.05 65.81 0.00
08/01/91 35.76 65.10 0.00
08/29/91 37.28 63.58 0.00
09/11/91 36.71 64.15 0.00
10/08/91 36.59 64.27 0.00
11/08/91 36.31 64.55 0.00
12/11/91 36.55 63.31 0.00
01/13/92 37.03 63.83 0.00
02/11/92 36.20 64.66 0.00
03/11/92 34.51 66.35 0.00
04/13/92 33.85 67.01 0.00
05/15/92 33.04 67.82 0.00
06/15/92 35.53 65.33 0.00
07/16/92 35.42 65.44 0.00
08/18/92 35.03 65.83 0.00
09/18/92 35.52 65.34 0.00

MW-5A

148.35

145.70

100.86

50 - 60 49 - 60 0 - 49

0 - 4949 - 6051 - 60MW-7
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

12/08/92 34.36 66.50 0.00
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

03/10/93 30.21 70.65 0.00
06/04/93 29.33 71.53 0.00
10/14/93 32.23 68.63 0.00
04/11/94 28.87 71.99 0.00
10/19/94 31.19 69.67 0.00
04/11/95 22.49 78.37 0.00
03/06/96 21.44 79.42 0.00
10/14/96 --- --- --- Top of casing elevations  re-surveyed.
04/09/97 20.67 80.36 0.00
10/29/97 24.71 76.32 0.00
04/07/98 16.96 84.07 0.00
10/07/98 19.46 81.57 0.00
04/07/99 15.27 85.76 0.00
10/19/99 18.79 82.24 0.00
04/26/00 13.45 87.58 0.00
10/30/00 17.01 127.71 0.00 Top of casing elevations  re-surveyed.
02/01/01 16.17 128.55 0.00
04/23/01 18.12 126.60 0.00
07/23/01 19.53 125.19 0.00
10/23/01 22.00 122.72 0.00
01/21/02 16.30 131.07 0.00 Top of casing elevations were resurveyed for EDF 

compliance.
04/25/02 16.27 131.10 0.00
07/22/02 17.81 129.56 0.00
10/22/02 18.90 128.47 0.00
01/27/03 15.20 132.17 0.00
04/21/03 14.92 132.45 0.00
07/21/03 16.27 131.10 0.00
01/20/04 14.37 133.00 0.00
07/19/04 17.90 129.47 0.00
01/18/05 12.07 135.30 0.00
07/12/05 13.00 134.37 0.00

06/13/91 32.68 68.85 0.00

147.37

51 - 60 49 - 60 0 - 49MW-7

101.53MW-8

144.72

101.03

100.86

0 - 47.547.5 - 5949 - 59
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

07/09/91 32.81 68.72 0.00
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

08/01/91 33.26 68.27 0.00
08/29/91 34.06 67.47 0.00
09/11/91 34.70 66.83 0.00
10/08/91 37.63 63.90 0.00
11/08/91 35.73 65.80 0.00
12/11/91 34.99 66.54 0.00
01/13/92 34.34 67.19 0.00
02/11/92 34.54 66.99 0.00
03/11/92 32.42 69.11 0.00
04/13/92 30.46 71.07 0.00
05/15/92 30.80 70.73 0.00
06/15/92 31.82 69.71 0.00
07/16/92 33.01 68.52 0.00
08/18/92 32.90 68.63 0.00
09/18/92 33.60 67.93 0.00
12/08/92 33.07 68.46 0.00
03/10/93 26.87 74.66 0.00
06/04/93 25.39 76.14 0.00
10/14/93 29.90 71.63 0.00
04/11/94 26.70 74.83 0.00
10/19/94 15.56 85.97 0.00
04/11/95 19.87 81.66 0.00
03/06/96 19.03 82.50 0.00
10/14/96 22.90 78.52 0.00 Top of casing elevation re-surveyed.
04/10/97 19.06 82.36 0.00
10/29/97 23.91 77.51 0.00
04/07/98 15.15 86.27 0.00
10/07/98 19.02 82.40 0.00
04/07/99 14.39 87.03 0.00
10/19/99 19.40 82.02 0.00
04/26/00 13.78 87.64 0.00
10/30/00 17.90 126.95 0.00 Top of casing elevation re-surveyed.
02/01/01 16.78 128.07 0.00
04/23/01 17.25 127.60 0.00

144.85

101.42

101.53MW-8 0 - 47.547.5 - 5949 - 59
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

07/23/01 19.18 125.67 0.00
10/23/01 21.80 123.05 0.00
01/21/02 14.21 133.29 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 15.82 131.68 0.00
07/22/02 15.50 132.00 0.00
10/22/02 18.70 128.80 0.00
01/27/03 14.85 132.65 0.00
04/21/03 14.80 132.70 0.00
07/21/03 16.30 131.20 0.00
01/20/04 14.31 133.19 0.00
07/19/04 15.65 131.85 0.00
01/18/05 12.65 134.85 0.00

10/14/96 16.40 83.89 0.00
04/10/97 12.98 87.31 0.00
10/29/97 16.06 84.23 0.00
04/07/98 10.31 89.98 0.00
10/07/98 14.48 85.81 0.00
04/07/99 10.90 89.39 0.00
10/19/99 14.65 82.08 0.00
04/26/00 11.51 88.78 0.00
10/30/00 14.42 130.24 0.00 Top of casing elevation surveyed.
02/01/01 14.12 130.54 0.00
04/23/01 15.54 129.12 0.00
07/23/01 16.45 128.21 0.00
10/23/01 18.80 125.86 0.00
01/21/02 15.52 131.79 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 14.64 132.67 0.00
07/22/02 17.55 129.76 0.00
10/22/02 16.00 131.31 0.00
01/27/03 13.64 133.67 0.00
04/21/03 13.75 133.56 0.00

MW-8

147.50

49 - 59 47.5 - 59

MW-9

144.85

147.31

144.66

100.29 8 - 26

0 - 47.5

0 - 77 - 26
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

07/21/03 14.60 132.71 0.00
01/20/04 13.12 134.19 0.00
07/19/04 14.36 132.95 0.00
01/18/05 11.76 135.55 0.00

04/10/99 12.04 0.00 0.00
10/19/99 13.33 0.00 0.00
04/26/00 9.55 --- 0.00
10/30/00 10.25 135.15 0.00 Top of casing elevation surveyed.
02/01/01 11.37 134.03 0.00
04/23/01 13.92 131.48 0.00
07/23/01 14.75 130.65 0.00
10/23/01 17.21 128.19 0.00
01/21/02 13.00 135.05 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 14.05 134.00 0.00
07/22/02 14.30 133.75 0.00
10/22/02 14.70 133.35 0.00
01/27/03 12.62 135.43 0.00
04/21/03 12.81 135.24 0.00
07/21/03 13.75 134.30 0.00
01/20/04 11.71 136.34 0.00
07/19/04 13.36 134.69 0.00
01/18/05 10.05 138.00 0.00
07/12/05 11.60 136.45 0.00

05/08/00 18.21 83.53 0.00
06/07/00 19.05 82.69 0.00
10/30/00 23.70 122.67 0.00 Top of casing elevation surveyed.
02/01/01 21.73 124.64 0.00
04/23/01 20.21 126.16 0.00
07/23/01 22.69 123.68 0.00
10/23/01 25.65 120.72 0.00

MW-9

MW-11

146.37

101.74

147.31

145.40

102.04

0 - 77 - 268 - 26

0-1313-3515-35

0 - 4.5MW-10

148.05

5 - 20 4.5 - 20
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

01/21/02 17.95 149.02 131.07 0.00 Top of casing elevations were surveyed for EDF 
compliance.
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/25/02 17.35 131.67 0.00
07/22/02 20.10 128.92 0.00
10/22/02 21.91 127.11 0.00
01/27/03 17.32 131.70 0.00
04/21/03 16.36 132.66 0.00
07/21/03 18.08 130.94 0.00
01/20/04 16.27 132.75 0.00
07/19/04 --- --- ---

05/08/00 20.75 80.40 0.00
06/07/00 21.25 79.90 0.00
10/30/00 25.43 120.95 0.00 Top of casing elevation surveyed.
02/01/01 24.27 122.11 0.00
04/23/01 22.00 124.38 0.00
07/23/01 24.11 122.27 0.00
10/23/01 26.38 120.00 0.00
01/21/02 19.70 129.33 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 18.91 130.12 0.00
07/22/02 21.21 127.82 0.00
10/22/02 23.98 125.05 0.00
01/27/03 18.75 130.28 0.00
04/21/03 17.81 131.22 0.00
07/21/03 19.71 129.32 0.00
01/20/04 18.43 130.60 0.00
07/19/04 18.39 130.64 0.00
01/18/05 16.94 132.09 0.00

05/08/00 22.60 79.21 0.00
06/07/00 23.03 78.78 0.00
10/30/00 27.14 120.18 0.00 Top of casing elevation surveyed.
02/01/01 26.11 121.21 0.00
04/23/01 23.56 123.76 0.00
07/23/01 25.76 121.56 0.00

146.38

MW-12

MW-11

MW-13

149.02

101.15

149.03

147.32

101.81

10 - 30

10 - 30

0-1315-35 13-35

0 - 88 - 30

0 - 88 - 30
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/23/01 27.60 119.72 0.00 Monitoring well has been abandoned.

05/08/00 20.37 79.40 0.00
06/07/00 20.72 79.05 0.00
10/30/00 24.61 120.35 0.00 Top of casing elevation surveyed.
02/01/01 23.57 121.39 0.00
04/23/01 21.13 123.83 0.00
07/23/01 23.18 121.78 0.00
10/23/01 25.50 119.46 0.00 Monitoring well has been abandoned.

05/08/00 13.51 --- --- 0.00
06/07/00 13.73 101.06 87.33 0.00
10/30/00 14.64 130.80 0.00 Top of casing elevation surveyed.
02/01/01 15.04 130.40 0.00
04/23/01 16.72 128.72 0.00
07/23/01 19.62 125.82 0.00
10/23/01 22.17 123.27 0.00
01/21/02 14.80 133.29 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 14.88 133.21 0.00
07/22/02 16.47 131.62 0.00
10/22/02 18.84 129.25 0.00
01/27/03 13.88 134.21 0.00
04/21/03 13.31 134.78 0.00
07/21/03 14.11 133.98 0.00
01/20/04 13.15 134.94 0.00
07/19/04 13.12 134.97 0.00
01/18/05 11.58 136.51 0.00
07/12/05 11.23 136.86 0.00

05/08/00 14.85 --- --- 0.00
06/07/00 15.53 102.58 87.05 0.00
10/30/00 18.77 128.91 0.00 Top of casing elevation surveyed.
02/01/01 18.17 129.51 0.00

144.96

99.77

145.44

MW-14 0-88-3010-30

0-78-25 7-25

147.68

MW-16

MW-15

148.09

8-25 7-25 0-7
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/23/01 14.58 133.10 0.00
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

07/23/01 24.26 123.42 0.00
10/23/01 23.40 124.28 0.00
01/21/02 14.11 136.22 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 13.66 136.67 0.00
07/22/02 17.60 132.73 0.00
10/22/02 18.75 131.58 0.00
01/27/03 12.97 137.36 0.00
04/21/03 13.98 136.35 0.00
07/21/03 14.66 135.67 0.00
01/20/04 12.38 137.95 0.00
07/19/04 13.41 136.92 0.00
01/18/05 11.38 138.95 0.00
07/12/05 11.38 138.95 0.00

05/08/00 7.80 95.85 0.00
06/07/00 8.51 95.14 0.00
10/30/00 17.00 131.28 0.00 Top of casing elevation surveyed.
02/01/01 7.86 140.42 0.00
04/23/01 8.38 139.90 0.00
08/22/01 11.80 136.48 0.00
10/23/01 13.15 135.13 0.00
01/21/02 7.10 143.83 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 6.70 144.23 0.00
07/22/02 --- --- --- Well was inaccessible
10/22/02 11.31 139.62 0.00
01/27/03 9.55 141.38 0.00
04/21/03 — — --- Well was inaccessible
01/20/04 — — --- Well was inaccessible
07/19/04 --- --- ---
01/17/05 --- --- ---
07/12/05 7.07 143.86 0.00

148.28

103.65

147.68

150.33

8-25 7-25 0-7

MW-17

150.93

8 - 25 7 - 25 0 - 7

MW-16
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

05/08/00 11.20 88.47 0.00
06/07/00 11.56 88.11 0.00
10/30/00 14.79 129.35 0.00 Top of casing elevation surveyed.
02/01/01 13.91 130.23 0.00
04/23/01 13.30 130.84 0.00
07/23/01 14.71 129.43 0.00
10/23/01 18.15 125.99 0.00
01/21/02 12.15 134.64 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 12.29 134.50 0.00
07/22/02 13.76 133.03 0.00
10/22/02 14.76 132.03 0.00
01/27/03 11.41 135.38 0.00
04/21/03 11.58 135.21 0.00
07/21/03 12.71 134.08 0.00
01/20/04 11.19 135.60 0.00
07/19/04 12.67 134.12 0.00
01/17/05 10.91 135.88 0.00

05/08/00 8.95 91.47 0.00
06/07/00 9.62 90.80 0.00
10/30/00 12.66 132.52 0.00 Top of casing elevation surveyed.
02/01/01 12.65 132.53 0.00
04/23/01 10.55 134.63 0.00
07/23/01 12.27 132.91 0.00
10/23/01 13.92 131.26 0.00
01/21/02 9.44 138.39 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 9.61 138.22 0.00
07/22/02 10.65 137.18 0.00
10/22/02 11.66 136.17 0.00
01/27/03 9.60 138.23 0.00
04/21/03 9.16 138.67 0.00
07/21/03 9.55 138.28 0.00

146.79

144.14

99.67

145.18

MW-19

147.83

8 - 25 7 - 25 0 - 7100.42

MW-18 8 - 25 7 - 25 0 - 7
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

01/20/04 9.20 138.63 0.00
07/19/04 10.68 137.15 0.00
01/17/05 9.33 138.50 0.00

06/07/00 9.47 103.13 93.66 0.00
10/30/00 11.81 135.67 0.00 Top of casing elevation surveyed.

2/15/0112 11.42 136.06 0.00
4/23/0113 --- --- ---

07/23/01 12.37 135.11 0.00
10/23/01 13.45 134.03 0.00
01/21/02 9.68 140.45 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 — — --- Well was inaccessible
07/22/02 11.41 138.72 0.00
10/22/02 11.98 138.15 0.00
01/27/03 10.78 139.35 0.00
04/21/03 9.87 140.26 0.00
07/21/03 12.16 137.97 0.00
01/20/04 8.94 141.19 0.00
07/19/04 10.78 139.35 0.00
01/17/05 8.98 141.15 0.00

06/13/91 21.89 80.64 0.00
07/09/91 21.91 80.62 0.00
08/01/91 21.34 81.19 0.00
08/29/91 21.10 81.43 0.00
09/11/91 21.25 81.28 0.00
10/08/91 22.88 79.65 0.00
11/08/91 22.15 80.38 0.00
12/11/91 --- --- ---
01/13/92 21.28 81.25 0.00
02/11/92 18.75 83.78 0.00
03/11/92 13.54 88.99 0.00
04/13/92 14.52 88.01 0.00

V-1 15.5 - 25.5

8 - 25 7 - 25 0 - 7

150.13

147.48

MW-19 147.83

MW-20

102.53

6-88-2510-25

0 - 13.513.5 - 25.5
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

05/15/92 15.18 87.35 0.00
06/15/92 16.29 86.24 0.00
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

07/16/92 17.22 85.31 0.00
08/18/92 17.08 85.45 0.00
09/18/92 18.25 84.28 0.00
12/08/92 17.80 84.73 0.00
03/10/93 15.59 86.94 0.00
06/04/93 14.97 87.56 0.00
10/14/93 14.66 87.87 0.00
04/11/94 14.00 88.53 0.00
10/19/94 13.92 88.61 0.00
04/11/95 9.28 93.25 0.00
03/06/96 9.72 92.81 0.00
10/14/96 11.91 90.60 0.00 Top of casing elevations were surveyed.
04/09/97 10.48 92.03 0.00
10/29/97 13.96 88.57 0.02
04/07/98 8.01 94.50 0.00
10/07/98 11.10 91.41 0.00
04/07/99 8.15 94.36 0.00
10/19/99 11.49 91.02 0.00
04/26/00 8.64 93.87 0.00
10/30/00 11.85 135.00 0.00 Top of casing elevations were surveyed.
02/26/01 12.55 134.30 0.00
04/23/01 13.14 133.71 0.00
07/23/01 13.73 133.12 0.00
10/23/01 14.85 132.00 0.00
01/21/02 11.70 137.80 0.00 Top of casing elevations were surveyed for EDF 

compliance.
04/25/02 11.65 137.85 0.00
07/22/02 12.52 136.98 0.00
10/22/02 12.90 136.60 0.00
01/27/03 11.43 138.07 0.00
04/21/03 11.44 138.06 0.00
07/21/03 12.08 137.42 0.00
01/20/04 10.54 138.96 0.00
07/19/04 11.92 137.58 0.00

V-1 102.53

149.50

146.85

102.51

13.5 - 25.515.5 - 25.5 0 - 13.5
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

01/17/05 10.21 139.29 0.00
V-1 07/12/05 9.96 139.54 0.00

06/13/91 --- --- ---
07/09/91 --- --- ---
08/01/91 --- --- ---
08/29/91 --- --- ---
09/11/91 --- --- ---
10/08/91 --- --- ---
11/08/91 --- --- ---
12/11/91 --- --- ---
01/13/92 18.39 82.74 0.00
02/11/92 21.16 79.97 0.00
03/11/92 16.86 84.27 0.00
04/13/92 17.03 84.10 0.00
05/15/92 17.78 83.35 0.00
06/15/92 21.44 79.69 0.00
07/16/92 --- --- ---
08/18/92 --- --- ---
09/18/92 --- --- ---
12/08/92 19.41 81.72 0.00
03/10/93 13.62 87.51 0.00
06/04/93 12.98 88.15 0.00
10/14/93 --- --- ---
04/11/94 20.11 81.02 0.00
10/19/94 --- --- ---
04/11/95 12.14 88.99 0.00
03/06/96 13.01 88.12 0.00
10/14/96 16.04 84.78 0.00
04/09/97 13.46 87.36 0.00
10/29/97 17.24 83.58 0.00
04/07/98 8.01 94.50 0.00
10/07/98 13.68 87.14 0.00
04/07/99 10.56 90.26 0.00

V-2 101.13

100.82

0 - 77 - 238 - 23
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

10/19/99 13.96 86.86 0.00
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

Well ID Sample 
Date

TOC (Ft, 
msl)

DTW (Ft) GWE (Ft, 
msl)

Product (ft) Screen 
Interval

Sand Pack 
Interval

Bentonite/ 
Grout 
Interval

Notes

04/26/00 9.31 100.82 91.51 0.00
10/30/00 11.75 132.10 0.00 Top of casing elevations were surveyed.
02/26/01 10.36 133.49 0.00
04/23/01 15.10 128.75 0.00
08/22/01 15.48 128.37 0.00 Well has been switched to a SVE (soil vapor 

extraction) well.

06/13/91 37.82 64.82 0.00 Well has been abandoned.
07/09/91 37.82 64.82 0.00
08/01/91 92.26 10.38 0.00
08/29/91 50.13 52.51 0.00
09/11/91 39.72 62.92 0.00
10/08/91 39.31 63.33 0.00
11/09/91 38.90 63.74 0.00
12/11/91 39.96 62.68 0.00
12/08/92 37.75 64.89 0.00
03/10/93 32.60 70.04 0.00
06/04/93 32.35 70.29 0.00
10/14/93 --- --- ---

03/09/74 --- --- --- Well has been abandoned.
10/17/95 --- --- ---
10/21/96 --- --- ---
04/10/97 --- --- ---
10/30/97 --- --- ---
04/08/98 --- --- ---
10/07/98 --- --- ---
04/07/99 --- --- ---
08/30/99 23.23 --- 0.48

DW-2

DW-1

V-2

---

102.64

143.85
0 - 77 - 238 - 23

unknown

0 - 6161 - 180140 - 180

0 - 2094 - 134
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Table 1. Water Level Data/Well Construction Details - Redwood Oil Bulk Plant,  455 Yolanda Ave. Santa Rosa, CA

EXPLANATION:

DTW = Depth to water
ft =feet
msl = mean sea level
TOC = Top of casing elevation
GWE = Ground water elevation
 —         = Not applicable
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Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

Page 1 of  14

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

MW-21 24 2/26/01 15.0 146 131.0 23 - 24

50 2/26/01 17.0 129.0 49 - 50

75 2/26/01 17.0 129.0 74 - 75

110 2/26/01 21.5 124.5 109 - 110

143 2/26/01 21.5 124.5 142 - 143

158 2/26/01 21.5 124.5 157 - 158

165.5 2/26/01 21.5 124.5 164.5 - 165.5

24 4/26/01 15.73 145.791 130.06 23 - 24

50 4/26/01 12.40 133.39 49 - 50

75 4/26/01 17.46 128.33 74 - 75

110 4/26/01 20.84 124.95 109 - 110

143 4/26/01 20.97 124.82 142 - 143

158 4/26/01 20.98 124.81 157 - 158

165.5 4/26/01 21.02 124.77 164.5 - 165.5

24 7/25/01 19.64 126.15 23 - 24

50 7/25/01 18.58 127.21 49 - 50

75 7/25/01 19.45 126.34 74 - 75

110 7/25/01 23.51 122.28 109 - 110

143 7/25/01 23.67 122.28 142 - 143

158 7/25/01 23.66 122.13 157 - 158

165.5 7/25/01 23.89 121.90 164.5 - 165.5

24 10/25/01 17.82 127.97 23 - 24

50 10/25/01 21.85 123.94 49 - 50

75 10/25/01 21.95 123.84 74 - 75

110 10/25/01 25.72 120.07 109 - 110

143 10/25/01 25.88 119.91 142 - 143

158 10/25/01 25.85 119.94 157 - 158

165.5 10/25/01 25.88 119.91 164.5 - 165.5

24 1/24/02 16.85 148.444 131.59 23 - 24

75 1/24/02 16.20 132.24 74 - 75

143 1/24/02 19.10 129.34 142 - 143

165.5 1/24/02 19.20 129.24 164.5 - 165.5

24 4/26/02 17.18 131.26 23 - 24

75 4/26/02 16.17 132.27 74 - 75



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

Page 2 of  14

MW-21 cont 143 4/26/02 16.50 148.44 131.94 142 - 143

165.5 4/26/02 18.55 129.89 164.5 - 165.5

24 7/22/02 17.50 130.94 23 - 24

75 7/22/02 17.75 130.69 74 - 75

143 7/22/02 20.88 127.56 142 - 143

165.5 7/22/02 20.95 127.49 164.5 - 165.5

24 10/23/02 17.81 130.63 23 - 24

75 10/23/02 18.92 129.52 74 - 75

143 10/23/02 19.55 128.89 142 - 143

165.5 10/23/02 22.65 125.79 164.5 - 165.5

24 1/27/03 16.00 132.44 23 - 24

75 1/27/03 15.10 133.34 74 - 75

143 1/27/03 15.75 132.69 142 - 143

165.5 1/27/03 15.78 132.66 164.5 - 165.5

24 4/21/03 15.57 132.87 23 - 24

75 4/21/03 14.89 133.55 74 - 75

143 4/21/03 17.17 131.27 142 - 143

165.5 4/21/03 17.19 131.25 164.5 - 165.5

24 7/21/03 16.27 132.17 23 - 24

75 7/21/03 16.16 132.28 74 - 75

143 7/21/03 19.44 129.00 142 - 143

165.5 7/21/03 19.52 128.92 164.5 - 165.5

24 1/20/04 14.51 133.93 23 - 24

75 1/20/04 14.74 133.70 74 - 75

143 1/20/04 15.87 132.57 142 - 143

165.5 1/20/04 15.77 132.67 164.5 - 165.5

24 7/19/04 15.45 132.99 23 - 24

75 7/19/04 15.76 132.68 74 - 75

143 7/19/04 18.18 130.26 142 - 143

165.5 7/19/04 18.26 130.18 164.5 - 165.5

24 1/20/05 11.83 136.61 23 - 24

75 1/20/05 13.12 135.32 74 - 75

143 1/20/05 16.12 132.32 142 - 143

165.5 1/20/05 15.96 132.48 164.5 - 165.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

Page 3 of  14

MW-21 cont. 24 7/12/05 11.86 148.44 136.58 23 - 24

75 7/12/05 12.77 135.67 74 - 75

143 7/12/05 14.65 133.79 142 - 143

165.5 7/12/05 14.70 133.74 164.5 - 165.5

MW-22 22 2/26/01 17.0 145.50 128.5 21 - 22

47 2/26/01 21.0 124.5 46 - 47

72.5 2/26/01 21.5 124.0 71.5 - 72.5

113 2/26/01 21.5 124.0 112 - 113

144 2/26/01 21.5 124.0 143 - 144

164.5 2/26/01 21.5 124.0 163.5 - 164.5

177.5 2/26/01 43.0 102.5 176.5 - 177.5

22 4/27/01 20.30 145.451 125.15 21 - 22

47 4/27/01 20.69 124.76 46 - 47

72.5 4/27/01 20.39 125.06 71.5 - 72.5

113 4/27/01 17.88 127.57 112 - 113

144 4/27/01 20.75 124.70 143 - 144

164.5 4/27/01 20.79 124.66 163.5 - 164.5

177.5 4/27/01 10.55 134.90 176.5 - 177.5

22 7/25/01 20.61 124.84 21 - 22

47 7/25/01 19.95 125.50 46 - 47

72.5 7/25/01 23.22 122.23 71.5 - 72.5

113 7/25/01 23.32 122.13 112 - 113

144 7/25/01 23.35 122.10 143 - 144

164.5 7/25/01 23.40 122.05 163.5 - 164.5

177.5 7/25/012 — --- 176.5 - 177.5

22 10/25/013 — --- 21 - 22

47 10/25/01 24.97 120.48 46 - 47

72.5 10/25/01 25.40 120.05 71.5 - 72.5

113 10/25/01 25.46 119.99 112 - 113

144 10/25/01 25.50 119.95 143 - 144

164.5 10/25/01 25.60 119.85 163.5 - 164.5

177.5 10/25/012 — --- 176.5 - 177.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-22 cont 22 1/24/02 18.70 148.104 129.40 21 - 22

72.5 1/24/02 18.75 129.35 71.5 - 72.5

144 1/24/02 18.82 129.28 143 - 144

177.5 1/24/02 18.85 129.25 163.5 - 164.5

22 4/26/02 18.61 129.49 21 - 22

72.5 4/26/02 18.10 130.00 71.5 - 72.5

144 4/26/02 18.12 129.98 143 - 144

164.5 4/26/02 18.14 129.96 163.5 - 164.5

22 7/22/02 19.35 128.75 21 - 22

72.5 7/22/02 20.25 127.85 71.5 - 72.5

144 7/22/02 20.57 127.53 143 - 144

164.5 7/22/02 20.57 127.53 163.5 - 164.5

22 10/23/02 dry --- 21 - 22

72.5 10/23/02 22.25 125.85 71.5 - 72.5

144 10/23/02 22.27 125.83 143 - 144

164.5 10/23/02 22.30 125.80 163.5 - 164.5

22 1/27/03 13.80 134.30 21 - 22

72.5 1/27/03 17.42 130.68 71.5 - 72.5

144 1/27/03 17.52 130.58 143 - 144

164.5 1/27/03 17.53 130.57 163.5 - 164.5

22 4/21/03 14.21 133.89 21 - 22

72.5 4/21/03 16.88 131.22 71.5 - 72.5

144 4/21/03 16.90 131.20 143 - 144

164.5 4/21/03 16.90 131.20 163.5 - 164.5

22 7/2/103 15.18 132.92 21 - 22

72.5 7/21/03 19.00 129.10 71.5 - 72.5

144 7/21/03 19.13 128.97 143 - 144

164.5 7/21/03 19.13 128.97 163.5 - 164.5

22 1/20/04 13.48 134.62 21 - 22

72.5 1/20/04 17.41 130.69 71.5 - 72.5

144 1/20/04 17.48 130.62 143 - 144

164.5 1/20/04 17.48 130.62 163.5 - 164.5

22 7/19/04 18.38 129.72 21 - 22

72.5 7/19/04 17.69 130.41 71.5 - 72.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

Page 5 of  14

MW-22 cont. 144 7/19/04 17.83 148.10 130.27 143 - 144

164.5 7/19/04 17.82 130.28 163.5 - 164.5

22 1/20/05 11.73 136.37 21 - 22

72.5 1/20/05 15.44 132.66 71.5 - 72.5

144 1/20/05 15.60 132.50 143 - 144

164.5 1/20/05 15.61 132.49 163.5 - 164.5

22 7/12/05 16.40 131.70 21 - 22

72.5 7/12/05 14.28 133.82 71.5 - 72.5

144 7/12/05 14.37 133.73 143 - 144

164.5 7/12/05 14.38 133.72 163.5 - 164.5

MW-23 25 2/26/01 22.5 146.50 124.0 24 - 25

50 2/26/01 23.0 123.5 49 - 50

75 2/26/01 23.0 123.5 74 - 75

120.5 2/26/01 23.5 123.0 119.5 - 120.5

148.5 2/26/01 23.5 123.0 147.5 - 148.5

163.5 2/26/01 23.0 123.5 162.5 - 163.5

180 2/26/01 23.5 123.0 179 - 18

25 4/30/01 21.70 146.531 124.83 24 - 25

50 4/30/01 21.76 124.77 49 - 50

75 4/30/01 21.80 124.73 74 - 75

120.5 4/30/01 22.86 123.67 119.5 - 120.5

148.5 4/30/01 22.41 124.12 147.5 - 148.5

163.5 4/30/01 20.09 126.44 162.5 - 163.5

180 4/30/01 22.29 124.24 179 - 180

25 7/25/01 24.77 121.76 24 - 25

50 7/25/01 24.46 122.07 49 - 50

75 7/25/01 24.47 122.06 74 - 75

120.5 7/25/01 24.65 121.88 119.5 - 120.5

148.5 7/25/01 24.75 121.78 147.5 - 148.5

163.5 7/25/01 24.90 121.63 162.5 - 163.5

180 7/25/01 24.94 121.59 179 - 180

25 10/25/01 24.75 121.78 24 - 25

50 10/25/01 26.57 119.96 49 - 50



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-23 cont 75 10/25/01 26.57 146.531 119.96 74 - 75

120.5 10/25/01 26.68 119.85 119.5 - 120.5

148.5 10/25/01 26.54 119.99 147.5 - 148.5

163.5 10/25/01 26.96 119.57 162.5 - 163.5

180 10/25/01 26.98 119.55 179 - 180

25 1/24/02 20.13 149.184 129.05 24 - 25

75 1/24/02 20.00 129.18 74 - 75

148.5 1/24/02 20.60 128.58 147.5 - 148.5

180 1/24/02 20.35 128.83 179 - 180

25 4/26/02 19.10 130.08 24 - 25

75 4/26/02 19.15 130.03 74 - 75

148.5 4/26/02 19.27 149.18 129.91 147.5 - 148.5

180 4/26/02 19.40 129.78 179 - 180

25 7/22/02 21.27 127.91 24 - 25

75 7/22/02 21.56 127.62 74 - 75

148.5 7/22/02 20.65 128.53 147.5 - 148.5

180 7/22/02 21.85 127.33 179 - 180

25 10/23/02 dry --- 24 - 25

75 10/23/02 23.28 125.90 74 - 75

148.5 10/23/02 22.50 126.68 147.5 - 148.5

180 10/23/02 23.62 125.56 179 - 180

25 1/27/03 18.43 130.75 24 - 25

75 1/27/03 18.55 130.63 74 - 75

148.5 1/27/03 19.04 130.14 147.5 - 148.5

180 1/27/03 18.85 130.33 179 - 180

25 4/21/03 18.05 149.18 131.13 24 - 25

75 4/21/03 18.02 131.16 74 - 75

148.5 4/21/03 18.30 130.88 147.5 - 148.5

180 4/21/03 18.18 131.00 179 - 180

25 7/21/03 19.74 129.44 24 - 25

75 7/21/03 20.02 129.16 74 - 75

148.5 7/21/03 19.00 130.18 147.5 - 148.5

180 7/21/03 20.40 128.78 179 - 180

25 1/20/04 18.61 130.57 24 - 25



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

Page 7 of  14

MW-23 cont 75 1/20/04 18.69 149.18 130.49 74 - 75

148.5 1/20/04 18.83 130.35 147.5 - 148.5

180 1/20/04 18.89 130.29 179 - 180

25 7/19/04 18.34 130.84 24 - 25

75 7/19/04 18.60 130.58 74 - 75

148.5 7/19/04 18.74 130.44 147.5 - 148.5

180 7/19/04 19.07 130.11 179 - 180

25 1/20/05 16.45 132.73 24 - 25

75 1/20/05 16.61 132.57 74 - 75

148.5 1/20/05 17.05 132.13 147.5 - 148.5

180 1/20/05 17.03 132.15 179 - 180

25 7/12/05 15.09 134.09 24 - 25

75 7/12/05 15.17 134.01 74 - 75

148.5 7/12/05 15.52 133.66 147.5 - 148.5

180 7/12/05 15.59 133.59 179 - 180

MW-24 23 2/26/01 19.0 147.00 128.0 22 - 23

48 2/26/01 22.5 124.5 47 - 48

73 2/26/01 22.5 124.5 72 - 73

113 2/26/01 23.0 124.0 112 - 113

146 2/26/01 23.5 123.5 145 - 146

161 2/26/01 23.5 123.5 160 - 161

178 2/26/01 23.5 123.5 177 - 178

23 5/1/01 16.40 147.141 130.74 22 - 23

48 5/1/01 21.43 125.71 47 - 48

73 5/1/01 21.51 125.63 72 - 73

113 5/1/01 21.85 125.29 112 - 113

146 5/1/01 22.21 124.93 145 - 146

161 5/1/01 22.43 124.71 160 - 161

178 5/1/01 22.39 124.75 177 - 178

23 7/25/01 20.22 126.92 22 - 23

48 7/25/01 24.10 123.04 47 - 48

73 7/25/01 24.15 122.99 72 - 73

113 7/25/01 24.59 122.55 112 - 113



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-24 146 7/25/01 25.02 147.141 122.12 145 - 146

161 7/25/01 25.25 121.89 160 - 161

178 7/25/01 25.26 121.88 177-178

23 10/25/013 — --- 22 - 23

48 10/25/01 22.77 124.37 47 - 48

73 10/25/01 26.78 120.36 72 - 73

113 10/25/01 26.90 120.24 112 - 113

146 10/25/01 27.35 119.79 145 - 146

161 10/25/01 27.45 119.69 160 - 161

178 10/25/01 27.44 119.70 177-178

23 1/25/02 22.10 149.794 127.69 22 - 23

73 1/25/02 20.20 129.59 72 - 73

146 1/25/02 20.30 129.49 145 - 146

178 1/25/02 20.15 129.64 177 - 178

23 4/26/02 17.72 132.07 22 - 23

73 4/26/02 19.12 130.67 72 - 73

146 4/26/02 19.83 129.96 145 - 146

178 4/26/02 19.90 129.89 177 - 178

23 7/22/02 19.66 130.13 22 - 23

73 7/22/02 21.55 128.24 72 - 73

146 7/22/02 22.26 127.53 145 - 146

178 7/22/02 22.35 127.44 177 - 178

23 10/23/02 21.22 128.57 22 - 23

73 10/23/02 23.35 126.44 72 - 73

146 10/23/02 24.20 125.59 145 - 146

178 10/23/02 24.20 125.59 177 - 178

23 1/27/03 17.56 132.23 22 - 23

73 1/27/03 18.04 131.75 72 - 73

146 1/27/03 19.24 130.55 145 - 146

178 1/27/03 19.02 130.77 177 - 178

23 4/21/03 16.38 133.41 22 - 23

73 4/21/03 17.67 132.12 72 - 73

146 4/21/03 18.35 131.44 145 - 146

178 4/21/03 18.44 131.35 177 - 178



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-25 25 1/28/02 17.92 149.924 132.00 24.5 - 25.5

75 1/28/02 20.72 129.20 74.5 - 75.5

145 1/28/02 20.85 129.07 144.5 - 145.5

180 1/28/02 20.82 129.10 179.5 - 180.5

230 1/28/02 20.95 128.97 229.5 - 230.5

25 4/26/02 17.16 132.76 24.5 - 25.5

75 4/26/02 20.04 129.88 74.5 - 75.5

145 4/26/02 20.30 129.62 144.5 - 145.5

180 4/26/02 20.00 129.92 179.5 - 180.5

230 4/26/02 20.20 129.72 229.5 - 230.5

25 7/22/02 18.20 131.72 24.5 - 25.5

75 7/22/02 22.41 127.51 74.5 - 75.5

145 7/22/02 22.47 127.45 144.5 - 145.5

180 7/22/02 22.50 127.42 179.5 - 180.5

230 7/22/02 22.61 127.31 229.5 - 230.5

25 1/27/03 16.93 132.99 24.5 - 25.5

75 1/27/03 19.62 130.30 74.5 - 75.5

145 1/27/03 19.75 130.17 144.5 - 145.5

180 1/27/03 19.62 130.30 179.5 - 180.5

230 1/27/03 19.77 130.15 229.5 - 230.5

25 4/21/03 15.89 134.03 24.5 - 25.5

75 4/21/03 18.89 131.03 74.5 - 75.5

145 4/21/03 19.03 130.89 144.5 - 145.5

180 4/21/03 18.77 131.15 179.5 - 180.5

230 4/21/03 18.89 131.03 229.5 - 230.5

MW-26 25 1/25/02 20.02 148.234 128.21 24.5 - 25.5

75 1/25/02 19.42 128.81 74.5 - 75.5

145 1/25/02 25.30 122.93 144.5-145.5

180 1/25/02 25.31 122.92 179.5 - 180.5

25 4/26/02 19.10 129.13 24.5 - 25.5

75 4/26/02 18.56 129.67 74.5 - 75.5

145 4/26/02 24.11 124.12 144.5-145.5

180 4/26/02 24.00 124.23 179.5 - 180.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-26 cont 25 7/22/02 20.58 148.23 127.65 24.5 - 25.5

75 7/22/02 20.90 127.33 74.5 - 75.5

145 7/22/02 26.87 121.36 144.5-145.5

180 7/22/02 26.75 121.48 179.5 - 180.5

25 1/27/03 19.10 129.13 24.5 - 25.5

75 1/27/03 18.11 130.12 74.5 - 75.5

145 1/27/03 24.22 124.01 144.5-145.5

180 1/27/03 24.74 123.49 179.5 - 180.5

25 4/21/03 18.18 130.05 24.5 - 25.5

75 4/21/03 17.36 130.87 74.5 - 75.5

145 4/21/03 23.12 125.11 144.5-145.5

180 4/21/03 23.50 124.73 179.5 - 180.5

25 1/20/04 18.89 129.34 24.5 - 25.5

75 1/20/04 18.19 130.04 74.5 - 75.5

145 1/20/04 --- --- 144.5-145.5

180 1/20/04 --- --- 179.5 - 180.5

25 7/19/04 18.02 130.21 24.5 - 25.5

75 7/19/04 18.19 130.04 74.5 - 75.5

145 7/19/04 20.09 128.14 144.5-145.5

180 7/19/04 20.16 128.07 179.5 - 180.5

25 1/19/05 17.17 131.06 24.5 - 25.5

75 1/19/05 16.46 131.77 74.5 - 75.5

MW-27 25 1/28/02 10.95 147.654 136.70 24.5 - 25.5

75 1/28/02 12.50 135.15 74.5 - 75.5

145 1/28/02 14.80 132.85 144.5 - 145.5

180 1/28/02 14.80 132.85 179.5 - 180.5

230 1/28/02 19.82 127.83 229.5-230.5

25 4/26/02 10.32 137.33 24.5 - 25.5

75 4/26/02 11.45 136.20 74.5 - 75.5

145 4/26/02 15.32 132.33 144.5 - 145.5

180 4/26/02 16.31 131.34 179.5 - 180.5

230 4/26/0228 18.52 129.13 229.5-230.5

25 7/22/02 11.04 136.61 24.5 - 25.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

Page 11 of  14

MW-27 cont 75 7/22/02 13.28 147.65 134.37 74.5 - 75.5

145 7/22/02 17.38 130.27 144.5 - 145.5

180 7/22/02 17.40 130.25 179.5 - 180.5

230 7/22/02 21.10 126.55 229.5-230.5

25 10/23/02 12.32 135.33 24.5 - 25.5

75 10/23/02 14.45 133.20 74.5 - 75.5

145 10/23/02 18.86 128.79 144.5 - 145.5

180 10/23/02 18.87 128.78 179.5 - 180.5

230 10/23/02 23.25 124.40 229.5-230.5

25 1/27/03 9.14 138.51 24.5 - 25.5

75 1/27/03 10.89 136.76 74.5 - 75.5

145 1/27/03 13.89 133.76 144.5 - 145.5

180 1/27/03 14.01 133.64 179.5 - 180.5

230 1/27/03 18.07 129.58 229.5-230.5

25 4/21/03 — --- 24.5 - 25.5

75 4/21/03 --- --- 74.5 - 75.5

145 4/21/03 --- --- 144.5 - 145.5

180 4/21/03 --- --- 179.5 - 180.5

230 4/21/03 --- --- 229.5-230.5

MW-28 25 1/25/02 21.90 150.234 128.33 24.5 - 25.5

75 1/25/02 21.70 128.53 74.5 - 75.5

145 1/25/02 21.60 128.63 144.5-145.5

180 1/25/02 21.50 128.73 179.5-180.5

25 4/26/02 20.40 129.83 24.5 - 25.5

75 4/26/02 20.52 129.71 74.5 - 75.5

145 4/26/02 20.60 129.63 144.5-145.5

180 4/26/02 20.51 129.72 179.5-180.5

25 7/22/02 DRY --- 24.5 - 25.5

75 7/22/02 22.73 127.50 74.5 - 75.5

145 7/22/02 22.83 127.40 144.5-145.5

180 7/22/02 22.86 127.37 179.5-180.5

25 1/27/03 20.36 129.87 24.5 - 25.5

75 1/27/03 20.12 130.11 74.5 - 75.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-28 cont 145 1/27/03 20.10 150.23 130.13 144.5-145.5

180 1/27/03 20.08 130.15 179.5-180.5

25 4/21/03 19.53 130.70 24.5 - 25.5

75 4/21/03 19.50 130.73 74.5 - 75.5

145 4/21/03 19.57 130.66 144.5-145.5

180 4/21/03 19.31 130.92 179.5-180.5

25 7/21/03 21.09 129.14 24.5 - 25.5

75 7/21/03 21.39 128.84 74.5 - 75.5

145 7/21/03 21.49 128.74 144.5-145.5

180 7/21/03 21.49 128.74 179.5-180.5

25 1/20/04 20.35 129.88 24.5 - 25.5

75 1/20/04 20.30 129.93 74.5 - 75.5

145 1/20/04 --- --- 144.5-145.5

180 1/20/04 --- --- 179.5-180.5

25 7/19/04 20.09 130.14 24.5 - 25.5

75 7/19/04 20.16 130.07 74.5 - 75.5

145 7/19/04 --- --- 144.5-145.5

180 7/19/04 --- --- 179.5-180.5

25 1/19/05 19.00 131.23 24.5 - 25.5

75 1/19/05 18.65 131.58 74.5 - 75.5

MW-29 25 1/25/02 15.92 148.604 132.68 24.5 - 25.5

75 1/25/02 18.92 129.68 74.5 - 75.5

145 1/25/02 26.21 122.39 144.5 - 145.5

180 1/25/02 26.21 122.39 179.5 - 180.5

25 4/26/02 17.34 131.26 24.5 - 25.5

75 4/26/02 19.48 129.12 74.5 - 75.5

145 4/26/02 25.02 123.58 144.5 - 145.5

180 4/26/02 25.03 123.57 179.5 - 180.5

25 7/22/02 19.22 129.38 24.5 - 25.5

75 7/22/02 21.82 126.78 74.5 - 75.5

145 7/22/02 27.82 120.78 144.5 - 145.5

180 7/22/02 27.80 120.70 179.5 - 180.5

25 1/27/03 14.95 133.65 24.5 - 25.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval
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MW-29 cont. 75 1/27/03 17.44 148.60 131.16 74.5 - 75.5

145 1/27/03 25.14 123.46 144.5 - 145.5

180 1/27/03 25.15 123.45 179.5 - 180.5

25 4/21/03 15.36 133.24 24.5 - 25.5

75 4/21/03 17.09 131.51 74.5 - 75.5

145 4/21/03 24.00 124.60 144.5 - 145.5

180 4/21/03 24.00 124.60 179.5 - 180.5

25 1/20/04 15.25 133.35 24.5 - 25.5

75 1/20/04 17.77 130.83 74.5 - 75.5

145 1/20/04 --- --- 144.5 - 145.5

180 1/20/04 --- --- 179.5 - 180.5

25 7/19/04 17.80 130.80 24.5 - 25.5

75 7/19/04 19.16 129.44 74.5 - 75.5

145 7/19/04 --- --- 144.5 - 145.5

180 7/19/04 --- --- 179.5 - 180.5

25 1/19/05 14.71 133.89 24.5 - 25.5

75 1/09/05 16.89 131.71 74.5 - 75.5

MW-30 25 1/28/02 18.85 149.634 130.78 24.5 - 25.5

75 1/28/02 20.00 129.63 74.5 - 75.5

145 1/28/02 20.15 129.48 144.5 - 145.5

180 1/28/02 20.00 129.63 179.5 - 180.5

230 1/28/02 20.20 129.43 229.5 - 230.5

25 4/26/02 18.75 130.88 24.5 - 25.5

75 4/26/02 19.52 130.11 74.5 - 75.5

145 4/26/02 19.65 129.98 144.5 - 145.5

180 4/26/02 19.73 129.90 179.5 - 180.5

230 4/26/02 19.75 129.88 229.5 - 230.5

25 7/22/02 20.87 128.76 24.5 - 25.5

75 7/22/02 21.90 127.73 74.5 - 75.5

145 7/22/02 22.00 127.63 144.5 - 145.5

180 7/22/02 22.16 127.47 179.5 - 180.5

230 7/22/02 22.20 127.43 229.5 - 230.5

25 1/27/03 17.53 132.10 24.5 - 25.5



Table 2.   Water Level Data/Well Construction Details for Multi-Level Wells - Redwood Oil Bulk Plant,             
     455 Yolanda Ave. Santa Rosa, CA.

 Well ID Sample Depth
(in feet)

Date Measured      DTW 
      (ft)

      TOC 
       (ft)

      GWE     Screen Interval

Page 14 of  14

MW-30 cont 75 1/27/03 18.75 149.63 130.88 74.5 - 75.5

145 1/27/03 18.97 130.66 144.5 - 145.5

180 1/27/03 19.00 130.63 179.5 - 180.5

230 1/27/03 19.07 130.56 229.5 - 230.5

25 4/21/03 17.23 132.40 24.5 - 25.5

75 4/21/03 18.17 131.46 74.5 - 75.5

145 4/21/03 18.34 131.29 144.5 - 145.5

180 4/21/03 18.43 131.20 179.5 - 180.5

230 4/21/03 18.45 131.18 229.5 - 230.5

25 7/21/033 --- --- 24.5 - 25.5

75 7/21/03 20.42 129.21 74.5 - 75.5

145 7/21/03 20.67 128.96 144.5 - 145.5

180 7/21/03 20.82 128.81 179.5 - 180.5

230 7/21/03 20.85 128.78 229.5 - 230.5

25 1/20/04 17.44 132.19 24.5 - 25.5

75 1/20/04 18.79 130.84 74.5 - 75.5

145 1/20/04 --- --- 144.5 - 145.5

180 1/20/04 --- --- 179.5 - 180.5

230 1/20/04 --- --- 229.5 - 230.5

25 7/19/04 18.18 131.45 24.5 - 25.5

75 7/19/04 19.25 130.38 74.5 - 75.5

145 7/19/04 --- --- 144.5 - 145.5

180 7/19/04 --- --- 179.5 - 180.5

230 1/20/04 --- --- 229.5 - 230.5

25 1/19/05 15.99 133.64 24.5 - 25.5

75 1/19/05 17.13 132.50 74.5 - 75.5

Explanation:

DTW =  depth to water

TOC = top of casing elevation

GWE = ground water elevation

Notes:
1   Top of casing elevation was surveyed by professional land surveyor

    Barry L. K olstad, PL S # 567 7, on M arch 19, 2 001. 
2  Unable to  insert water leve l meter past 2 9.0 feet.
3  Port was d ry.
4 Top o f casing elevatio ns were me asured by B arry L Ko lstad, 

  using NAD 83 and NAVD 88 datum points for EDF compliance, on December 21, 2001.

ECMQM s\507\50717.Tmlw-WL.wpd



Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

3/14/1991 ---- ---- -- -- -- -- -- -- Well was dry.
6/13/1991 1,300 1,500 4,300 -- 160 250 22 130
9/11/1991 250 1,300 1,800 -- 1 <0.5 <0.5 <0.5

12/11/1991 -- -- -- -- -- -- -- -- Well was dry.
3/11/1992 1,200 3,800 -- -- 37 35 25 94
6/15/1992 1,900 4,500 -- -- 920 1.3 13 3.4
9/18/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
12/8/1992 350 2,700 -- -- 5.4 <0.5 0.7 <0.5
3/10/1993 1,000 4,100 -- -- 440 4.5 7.7 14

6/4/1993 <50 220 -- -- <0.5 <0.5 <0.5 <0.5
10/13/1993 280 -- -- -- 12 3.2 1.3 6.5

4/11/1994 540 -- -- -- 1.7 <0.5 0.5 <0.5
10/20/1994 170 -- -- -- 2.2 2.7 <0.5 <0.5

4/11/1995 260 -- -- -- 1 0.7 <0.5 1.1
3/6/1996 <250 <50 1,400 <500 7.7 <2.5 <2.5 <2.5

10/18/1996 <1,000 1,200 1,300 <50 <10 <10 <10 <10
4/9/1997 81 880 870 <50 12 1.4 <0.5 1.2

10/29/1997 92 880 1000 <50 4.4 <0.5 <0.5 0.5
4/7/1998 10,000 280 <50 <50 51 <0.5 <0.5 100

10/7/1998 200 <50 <50 <50 <0.5 <0.5 <0.5 1.5
4/7/1999 130 110 <100 <50 <0.5 0.76 0.56 4.2

10/19/1999 <5,000 <50 --- <50 <50 <50 <50 <50
4/26/2000 --- --- --- --- --- --- --- --- Well inaccessible.

10/31/2000 120 <50 <50 --- 3.8 0.99 2.7 4.7
2/2/2001 580 200 <250 --- 10 5.3 3.8 29

4/23/2001 370 520 600 --- <0.5 0.5 <0.5 <0.5
7/23/2001 450 420 — — 10 11 6.3 33

10/23/2001 410 510 550 — 15 1.5 5.7 23
1/22/2002 300 330 --- — 66 27 19 84 Sample was flagged. See laboratory analytical 

report for comments.
4/25/2002 350 260 <250 --- 75 37 18 64
7/23/2002 480 100 — — 100 37 19 63
1/29/2003 <50 100 <250 --- <1 <1 <1 <1
7/22/2003 180 69 <250 --- 50 8 11 26
1/20/2004 <50 79 <250 --- 4 4 3 6

NotesSample ID Date Sampled

MW-1
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

MW-1 
cont.

1/18/2005 150 <50 <250 --- 26 5.6 15 21.8

3/14/1991 98,000 1,800 <500 -- 19,000 19,000 2,000 11,000
6/13/1991 94,000 15,000 <5,000 -- 20,000 24,000 2,400 15,000
9/11/1991 69,000 24,000 <500 -- 22,000 29,000 2,000 15,000

12/11/1991 96,000 23,000 -- -- 19,000 29,000 3,600 23,000
3/11/1992 320,000 82,000 -- -- 11,000 30,000 3,600 29,000
6/15/1992 160,000 160,000 -- -- 17,000 31,000 3,200 28,000
9/18/1992 210,000 52,000 -- -- 16,000 40,000 3,300 23,000
12/8/1992 720,000 27,000 -- -- 14,000 27,000 9,600 37,000
3/10/1993 100,000 31,000 -- -- 6,400 25,000 2,800 24,000

6/4/1993 130,000 14,000 -- -- 2,500 12,000 3,100 20,000
10/13/1993 120,000 -- -- -- 10,000 26,000 2,600 22,000

4/11/1994 130,000 -- -- -- 6,300 18,000 2,500 23,000
10/20/1994 160,000 -- -- -- 5,700 25,000 2,700 35,000

4/11/1995 61,000 -- -- -- 800 6,200 2,800 18,000
3/6/1996 120,000 27,000 <5,000 <500 3,900 13,000 2,300 19,000

10/18/1996 350,000 13,000 <5,000 <500 4,800 17,000 7,500 49,000
4/10/1997 79,000 7,800 <5,000 <500 1,500 9,400 2,400 19,000

10/30/1997 98,000 14,000 <20,000 <2,000 1,200 5,100 2,500 18,000
4/7/1998 41,000 <50 <50 18,000 340 2,500 1,400 12,000

10/7/1998 38,000 3,500 80 42,000 780 1,400 1,600 14,000
4/7/1999 31,000 3,600 850 1,700 210 700 510 4,700

10/19/1999 140,000 <50 <50 11,000 11,000 360 3,200 8,400
4/26/2000 --- --- --- --- --- --- --- --- Well inaccessible.

10/31/2000 160,000 4,300 <50 --- 1,500 3,000 1,200 14,000
2/2/2001 64,000 30,000 <25,000 --- 2,300 1,600 870 12,000

4/23/2001 50,000 30,000 <12,500 --- 870 3,800 790 13,000
7/23/2001 54,000 21,000 — — 1,300 2,700 850 13,000

10/23/2001 49,000 13,000 <5,000 — 1,300 230 830 9,500
1/22/2002 2,500 4,700 --- — 27 34 18 290 Sample was flagged. See laboratory analytical 

report for comments.
4/25/2002 14,000 26,000 1,800 --- 620 1,300 590 5,300
7/23/2002 9,500 11,000 — — 830 390 290 1,630

10/22/2002 28,000 14,000 7,200 --- 1,500 240 760 3,400

MW-2
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

1/28/2003 1,200 4,200 1,200 --- 79 29 61 335
4/22/2003 200 3,500 1,500 --- 45 2 15 20
7/22/2003 470 700 430 --- 120 13 27 52
1/20/2004 330 1,000 600 --- 17 7 11 40
7/19/2004 230 760 720 --- 24 7 7.6 15.3
1/18/2005 470 500 290 --- 68 15 22 44.4
7/12/2005 <100 <50 <250 --- <0.5 <0.5 <0.5 <1.5

3/14/1991 180,000 8,800 <500 -- 18,000 28,000 2,700 15,000
6/13/1991 -- -- -- -- -- -- -- -- Well was dry.
9/11/1991 -- -- -- -- -- -- -- -- Well was dry.

12/11/1991 -- -- -- -- -- -- -- -- Well was dry.
3/11/1992 82,000 10,000 -- -- 21,000 30,000 2,200 14,000
6/15/1992 110,000 14,000 -- -- 16,000 25,000 2,200 13,000
9/18/1992 89,000 14,000 -- -- 20,000 20,000 1,800 10,000
12/8/1992 90,000 6,500 -- -- 18,000 26,000 1,200 11,500
3/10/1993 64,000 6,000 -- -- 16,000 12,000 1,700 12,000

6/4/1993 86,000 9,200 -- -- 11,000 18,000 2,200 7,800
10/13/1993 -- -- -- -- -- -- -- -- Well inaccessible.

4/11/1994 120,000 -- -- -- 36,000 35,000 1,800 11,000
10/20/1994 130,000 -- -- -- 18,000 22,000 2,300 12,000

4/11/1995 73,000 -- -- -- 11,000 6,900 2,900 8,800
3/6/1996 110,000 31,000 <5,000 <500 14,000 11,000 2,900 16,000

10/18/1996 120,000 18,000 <5,000 <500 12,000 7,300 2,900 15,000
4/9/1997 -- -- -- -- -- -- -- -- No sample due to the presence of free-phase 

hydrocarbon in the well.
10/29/1997 -- -- -- -- -- -- -- -- No sample due to the presence of free-phase 

hydrocarbon in the well.
4/7/1998 29,000 47,000 <50 51,000 12,000 890 2,200 11,000

10/7/1998 59,000 2,200 <1,000 3,400 11,000 470 2,700 9,900
4/7/1999 280,000 52,000 6,100 18,000 9,700 660 3,400 14,000

10/19/1999 170,000 36,000 <50 <50 12,000 560 4,100 11,000
4/26/2000 --- --- --- --- --- --- --- --- Well inaccessible.

10/31/2000 --- --- --- --- --- --- --- --- Well plugged at 7 feet, therefore not sampled.

2/2/2001 75,000 16,000 <5,000 --- 5,500 550 1,800 3,700

MW-2 
cont.
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

4/23/2001 --- --- --- --- --- --- --- --- Well inaccessible.
7/23/2001 29,000 5,100 — — 5,200 290 1,400 2,200

10/23/2001 59,000 5,600 <6,250 — 6,900 230 1,800 2,900
1/22/2002 40,000 26,000 --- — 6,800 400 1,800 3,200 Sample was flagged. See laboratory analytical 

report for comments.
4/25/2002 18,000 18,000 1,300 --- 7,500 200 1,600 2,400
7/23/2002 28,000 16,000 — — 5,500 190 700 970

10/22/2002 35,000 7,300 4,800 --- 6,400 210 1,600 1,400
1/28/2003 16,000 6,900 570 --- 2,700 75 1,300 1,521
4/22/2003 18,000 54,000 4,900 --- 6,000 100 2,100 2,528
7/22/2003 22,000 17,000 1,500 --- 6,700 140 2,000 2,033
1/20/2004 25,000 48,000 4,500 --- 7,400 130 1,900 867
7/19/2004 30,000 24,000 1,300 --- 7,600 180 2,100 1,011
1/18/2005 24,000 11,000 760 --- 3,800 85 1,500 750
7/12/2005 37,000 27,000 1,400 --- 7,600 99 1,600 211

3/14/1991 -- -- -- -- -- -- -- -- Well was dry.
6/13/1991 -- -- -- -- -- -- -- -- Well was dry.
9/11/1991 -- -- -- -- -- -- -- -- Well was dry.

12/11/1991 -- -- -- -- -- -- -- -- Well was dry.
3/11/1992 -- -- -- -- -- -- -- -- Well inaccessible.
6/15/1992 -- -- -- -- -- -- -- -- Well was dry.
9/18/1992 -- -- -- -- -- -- -- -- Well was dry.
12/8/1992 -- -- -- -- -- -- -- -- Well was dry.
3/10/1993 -- -- -- -- -- -- -- -- Well was dry.

6/4/1993 -- -- -- -- -- -- -- -- Well was dry.
10/13/1993 -- -- -- -- -- -- -- -- Well was dry.

4/11/1994 -- -- -- -- -- -- -- -- Well was dry.
10/20/1994 -- -- -- -- -- -- -- -- Well was dry.

4/11/1995 -- -- -- -- -- -- -- -- Well was dry.
3/6/1996 820 1,100 <500 <50 280 36 9.3 57

10/21/1996 2,500 860 <500 <50 920 0.6 5.9 0.79
4/10/1997 840 1,200 1,100 <50 <0.5 1.5 2.6 4

10/29/1997 810 810 720 <50 170 2 <0.5 1.6
4/8/1998 13,000 <50 150 200 290 <0.5 <0.5 66

10/7/1998 2,300 <50 <50 <50 7 <0.5 <0.5 <0.5

MW-3 
cont.
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

4/7/1999 <5,000 <50 <100 <50 <50 <50 <50 <50
10/19/1999 <500,000 <50 --- <50 <5,000 <5,000 <5,000 <5,000

4/26/2000 95,000 310 --- --- 11 12 7.5 14
10/31/2000 1,900 <50 <50 --- 32 4.9 4.9 37

2/2/2001 200 370 630 --- 23 <0.5 <0.5 <0.5
4/23/2001 30,000 460 480 --- <0.5 <0.5 <0.5 <0.5
7/23/2001 4,100 600 — — 25 16 7.7 37

10/23/2001 5,500 400 <500 — 0.85 <5 <5 <5
1/22/2002 370 79 --- — 20 6.9 4.1 17 Sample was flagged. See laboratory analytical 

report for comments.
4/25/2002 140 72 <250 --- 20 25 4 18
7/23/2002 180 <50 — — 15 24 4 16

10/22/2002 2,600 140 <250 --- 120 31 18 75
1/27/2003 130 <50 <250 --- 47 7 5 23
4/22/2003 77 110 <250 --- 16 3 3 11
7/22/2003 210 160 <250 --- 60 11 8 34
1/20/2004 62 82 <250 --- 9 6 4 11
7/19/2004 <50 79 <250 --- <0.5 <0.5 <0.5 <1.5
1/18/2005 190 <50 <250 --- 30 14 4.7 28.6
7/12/2005 <100 <50 <250 --- 4.7 0.6 0.9 2.4

6/13/1991 <50 <50 <500 -- 0.94 1.1 0.5 <0.5 Samples analyzed for Oil and Grease by 
Standard Methods Method 5520 B&F and were  
reported as <5,000 ppb.

9/11/1991 90 <50 <500 -- 29 14 5.4 16 Samples analyzed for Oil and Grease by 
Standard Methods Method 5520 B&F and were  
reported as <5,000 ppb.

12/11/1991 <50 <50 -- -- 10 7.3 4.1 12
3/11/1992 <50 640 -- -- 0.9 1.1 <0.5 1.9
6/15/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
9/18/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
12/8/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
3/10/1993 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5

6/4/1993 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
10/13/1993 70 -- -- -- 2.2 3.4 1.4 5.2

4/11/1994 <50 -- -- -- <0.5 <0.5 <0.5 <0.5

MW-4 
cont.
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

10/20/1994 <50 -- -- -- 2.6 3.7 <0.5 <0.5
4/11/1995 80 -- -- -- 3 6.6 2.6 14

3/6/1996 <50 <50 <500 <50 1.2 7.3 0.5 2.4
10/18/1996 <50 <50 <500 <50 <0.5 <0.5 <0.5 0.6

4/9/1997 <50 70 <500 <50 <0.5 0.7 <0.5 <0.5
10/29/1997 <50 <50 <500 <50 <0.5 <0.5 <0.5 <0.5

4/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5

4/7/1999 <50 <50 <100 <50 <0.5 <0.5 <0.5 <0.5
10/19/1999 <50 <50 --- <50 <0.5 <0.5 <0.5 <0.5

4/26/2000 <50 <50 --- --- <0.5 <0.5 <0.5 <0.5
10/31/2000 --- --- --- --- --- --- --- --- Well inaccessible.

2/2/2001 110 640 910 --- 11 4.3 4.6 24
10/23/2001 100 200 250 — 8.2 1.3 5 19

1/28/2003 72 120 340 --- 21 2 5 10

10/18/1996 <50 <50 <500 <50 <0.5 0.6 <0.5 0.6
4/10/1997 240 140 <500 <50 16 28 9.9 56

10/29/1997 <50 <50 <500 <50 <0.5 <0.5 <0.5 <0.5
4/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5

10/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
4/7/1999 <50 <50 220 <50 <0.5 <0.5 <0.5 <0.5

10/19/1999 -- -- -- -- -- -- -- -- Well inaccessible.
4/26/2000 <50 <50 --- --- <0.5 <0.5 <0.5 <0.5

10/31/2000 --- --- --- --- --- --- --- --- Well inaccessible.
2/2/2001 190 410 590 --- 18 10 6.8 49

10/23/2001 140 110 <250 — 15 1.7 8.5 32
1/28/2003 1,500 620 260 --- 320 19 83 143

6/13/1991 <50 <250 4,700 -- <0.5 1.6 1.3 2.9
9/11/1991 <50 <50 <500 -- 14 7.6 3.5 10

12/11/1991 <50 <50 -- -- 1.8 1.1 0.8 2.5
3/11/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
6/15/1992 120 190 -- -- 4.3 3.1 14 24
9/18/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
12/8/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5

MW-5 
cont.

MW-5A

MW-7
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

3/10/1993 <50 1,200 -- -- <0.5 <0.5 <0.5 <0.5
6/4/1993 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5

10/13/1993 500 -- -- -- <0.5 <0.5 2.2 9.6
4/11/1994 120 -- -- -- 3.6 4.7 1.9 9.1

10/20/1994 70 -- -- -- 6.9 13 1.9 5.2
4/11/1995 50 -- -- -- 2.6 6.4 2.7 14

3/6/1996 <50 <50 600 <50 <0.5 3.4 <0.5 1
10/18/1996 <50 280 <500 <50 <0.5 8.3 <0.5 <0.5

4/9/1997 <50 160 <500 <50 <0.5 <0.5 <0.5 <0.5
10/29/1997 <50 80 <500 <50 <0.5 1.1 <0.5 1.8

4/7/1998 <50 <50 <50 <50 3.9 <0.5 1.7 6.8
10/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5

4/7/1999 <50 130 110 <50 <0.5 <0.5 <0.5 <0.5
10/19/1999 <50 <50 -- <50 <0.5 <0.5 <0.5 <0.5

4/26/2000 <50 <50 --- --- <0.5 <0.5 <0.5 <0.5
10/31/2000 12,000 <50 <50 --- 3,800 26 79 51

4/23/2001 61 92 <250 --- 4.9 2.1 1.3 5.2
10/23/2001 <50 71 <250 — <0.5 <0.5 <0.5 <0.5

1/27/2003 81 <50 <250 --- 21 5 3 15
1/20/2004 140 69 350 --- 17 21 6 26
1/18/2005 140 <50 <250 --- 12 11 2.3 19.9

6/13/1991 <50 <50 <500 -- <0.5 <0.5 <0.5 <0.5
9/11/1991 90 <50 600 -- 21 10 4.2 12

12/11/1991 <50 <50 -- -- 0.9 <0.5 <0.5 0.6
3/11/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
6/15/1992 <50 280 -- -- <0.5 <0.5 <0.5 <0.5
9/18/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
12/8/1992 <50 <50 -- -- <0.5 <0.5 <0.5 <0.5
3/10/1993 <50 140 -- -- <0.5 <0.5 <0.5 <0.5

6/4/1993 <50 100 -- -- <0.5 <0.5 <0.5 <0.5
10/13/1993 <50 -- -- -- 4.5 7.5 2.2 8.4

4/11/1994 <50 -- -- -- 2.3 2.4 1 5
10/20/1994 110 -- -- -- 4.1 5.2 <0.5 0.8

4/11/1995 280 -- -- -- 24 38 10 57

MW-8

MW-7 
cont.
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

3/6/1996 60 <50 <500 <50 0.7 6.1 <0.5 2.1
10/21/1996 <50 290 <500 <50 <0.5 <0.5 <0.5 <0.5

4/10/1997 58 260 <500 <50 4.9 10 1.1 7.8
10/30/1997 <50 300 <500 <50 <0.5 <0.5 <0.5 <0.5

4/8/1998 62 <50 <50 <50 8.4 0.86 2.7 10
10/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5

4/7/1999 <50 <50 380 <50 <0.5 <0.5 <0.5 <0.5
10/19/1999 <1,250 <50 -- <50 <13 <13 <13 <13

4/26/2000 <50 <50 --- --- <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 280 180 <250 — <0.5 <0.5 <0.5 <0.5

1/27/2003 <50 100 <250 --- 6 2 <1 6

10/18/1996 110 <50 <500 <50 <1.0 <1.0 <1.0 3.6
4/10/1997 74 330 <500 <50 17 1.4 0.77 1.6

10/29/1997 140 220 <500 <50 <0.5 <0.5 <0.5 <0.5
4/8/1998 82 <50 <50 <50 2.8 0.5 1.5 5.7

10/7/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
4/7/1999 <50 <50 190 <50 <0.5 1.1 0.85 1.6

10/19/1999 <500 <50 -- <50 <0.5 <0.5 <0.5 <0.5
4/26/2000 <50 <50 --- --- <0.5 <0.5 <0.5 <0.5

10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 270 <50 <250 — <0.5 <0.5 <0.5 <0.5

1/27/2003 <50 98 <250 --- 10 3 <1 6
1/20/2004 <50 100 <250 --- 2 9 1 8
1/18/2005 140 100 <250 --- 18 10 4.7 6.5

4/26/2000 28,000 14,000 --- --- 1,000 60 660 1,700
10/31/2000 89,000 13,000 <50 --- 12,000 480 2,800 11,000

2/2/2001 96,000 32,000 <5,000 --- 12,000 3,300 2,700 13,000
4/23/2001 56,000 47,000 <12,500 --- 9,900 1,800 2,400 8,800
7/23/2001 78,000 51,000 — — 13,000 3,400 2,500 12,000

10/23/2001 90,000 28,000 9,700 — 17,000 3,600 2,700 12,000
1/22/2002 64,000 9,600 --- — 7,200 1,200 2,200 8,200 Sample was flagged. See laboratory analytical 

report for comments.
4/25/2002 39,000 19,000 960 --- 14,000 5,000 2,600 12,800

MW-8 
cont.

MW-9

 MW-10
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

7/23/2002 59,000 14,00 — — 11,000 2,400 1,900 9,000
10/22/2002 82,000 26,000 16,000 --- 12,000 1,700 2,200 9,800

1/27/2003 29,000 12,000 960 --- 8,800 1,100 1,500 6,100
4/22/2003 20,000 6,100 470 --- 4,800 500 1,300 5,330
7/22/2003 35,000 12,000 870 --- 8,800 1,100 1,700 7,100
1/20/2004 18,000 4,800 330 --- 3,400 230 970 2,870
1/18/2005 20,000 15,000 820 --- 3,200 170 800 2,410

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 --- --- --- --- --- --- --- ---

2/2/2001 --- --- --- --- --- --- --- ---

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 --- --- --- --- --- --- --- ---

2/2/2001 --- --- --- --- --- --- --- ---

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 --- --- --- --- --- --- --- ---

2/2/2001 ---- --- --- --- --- --- --- --- Well was abaonaded.

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 --- --- --- --- --- --- --- ---

2/2/2001 --- --- --- --- --- --- --- --- Well was abaonaded.

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 <50 <50 <294 — <0.5 <0.5 <0.5 <0.5

1/27/2003 <50 <50 <250 --- 5 2 <1 5

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 <50 <50 <338 — <0.5 <0.5 <0.5 <0.5

1/27/2003 <50 <50 <250 --- 5 2 <1 5

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5

MW-17

MW-14

MW-15

MW-16

MW-11

MW-12

MW-13
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

10/23/2001 <50 <50 <250 — <0.5 <0.5 <0.5 <0.5

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 <50 <69 <347 — <0.5 <0.5 <0.5 <0.5

1/27/2003 <50 <50 <250 --- <1 <1 <1 <1

MW-18
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

5/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 <50 <50 <329 — <0.5 <0.5 <0.5 <0.5

6/8/2000 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/31/2000 <50 <50 <50 --- <0.5 <0.5 <0.5 <0.5
10/23/2001 <50 <50 <250 — 0.6 1.2 <0.5 <0.5

6/13/1991 78,000 9,600 <2,500 -- 15,000 13,000 1,800 12,000
9/11/1991 150,000 180,000 <500 -- 16,000 17,000 1,800 16,000

12/11/1991 -- -- -- -- -- -- -- -- Well was dry.
3/11/1992 210,000 42,000 -- -- 8,600 16,000 2,500 15,000
6/15/1992 59,000 31,000 -- -- 8,800 9,800 2,200 12,000
9/18/1992 150,000 110,000 -- -- 9,300 7,900 1,100 17,000
12/8/1992 74,000 30,000 -- -- 12,000 3,100 640 9,400
3/10/1993 56,000 11,000 -- -- 8,300 21,000 2,300 26,000

6/4/1993 29,000 8,300 -- -- 3,200 2,900 640 7,100
10/14/1993 82,000 -- -- -- 7,300 2,700 1,300 12,000

4/11/1994 62,000 -- -- -- 9,600 630 1,800 12,000
10/20/1994 51,000 -- -- -- 6,000 270 1,000 8,900

4/11/1995 37,000 -- -- -- 5,900 290 1,400 7,800
3/6/1996 46,000 20,000 <5,000 <500 6,800 310 1,900 7,300

10/18/1996 29,000 38,000 25,000 <1,000 4,700 <100 1,200 3,700
4/9/1997 27,000 8,100 <5,000 <500 3,900 77 1,800 5,200

10/29/1997 -- -- -- -- -- -- -- -- No sample due to the presence of free-phase 
hydrocarbon in the well.

4/7/1998 22,000 2,900 <50 <50 2,900 140 980 1,900
10/7/1998 47,000 1,200 <1,000 1,200 2,000 44 1,200 1,500

4/7/1999 19,000 15,000 5,600 4,300 1,500 22 1,000 1,100
10/19/1999 14,000 <50 <50 3,200 880 <50 690 630

4/26/2000 12,000 1,700 --- --- 910 28 840 610
10/31/2000 19,000 3,000 <50 --- 3,200 <12.0 1,600 640

2/26/2001 6,800 2,800 1,300 --- 430 <25 490 260
4/23/2001 7,600 3,300 1,600 --- 1,400 17 690 330
7/23/2001 10,000 2,900 — — 2,300 17 940 230

10/23/2001 11,000 2,300 1,400 — 2,800 <50 110 240

MW-20

V-1

MW-19
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

1/22/2002 12,000 2,600 --- — 2,500 50 1,100 480 Sample was flagged. See laboratory analytical 
report for comments.

4/25/2002 4,100 4,900 1,600 --- 1,700 21 540 180
7/23/2002 6,700 4,100 — — 1,400 29 240 139
1/28/2003 2,200 4,800 2,200 --- 310 5 100 24
7/22/2003 4,000 4,200 1,000 --- 940 10 130 46

6/13/1991 -- -- -- -- -- -- -- -- Well was dry.
9/11/1991 -- -- -- -- -- -- -- -- Well was dry.

12/11/1991 -- -- -- -- -- -- -- -- Well was dry.
3/11/1992 55,000 4,000 -- -- 16,000 2,100 620 1,500
6/15/1992 -- -- -- -- -- -- -- -- This well did not contain sufficient water for 

sampling.
9/18/1992 -- -- -- -- -- -- -- -- Well was dry.
12/8/1992 19,000 5,100 -- -- 7,300 160 <5 350
3/10/1993 25,000 3,200 -- -- 3,800 20 140 67

6/4/1993 33,000 3,800 -- -- 6,100 41 100 91
10/13/1993 -- -- -- -- -- -- -- -- Well was dry.

4/11/1994 32,000 -- -- -- 4,000 18 30 20
10/20/1994 -- -- -- -- -- -- -- -- Well was dry.

4/11/1995 34,000 -- -- -- 2,200 19 150 21
3/6/1996 <5,000 <100 3,400 <100 430 <50 <50 110

10/18/1996 100,000 12,000 14,000 <1,000 1,800 1,200 530 2,000
4/9/1997 6,200 11,000 11,000 <1,000 2,800 19 76 12

10/30/1997 8,000 9,800 9,600 <250 3,400 22 58 13
4/7/1998 6,700 500 <50 <50 2,600 24 50 74

10/7/1998 5,000 1,000 <50 460 1,800 11 18 9.2
4/7/1999 8,100 5,400 1,300 <100 1,600 <50 <50 <50

10/19/1999 210,000 <50 <50 260 1,500 <500 1,200 6,900
4/26/2000 39,000 610 --- --- 450 11 24 12

10/31/2000 170 4,700 <50 --- 10 1.5 6.9 22
2/26/2001 43,000 9,800 <5,000 --- 4,200 64 97 <50
4/23/2001 31,000 610,000 <166,500 --- 2,000 <100 160 <100
7/23/2001 — — — — — — — --- Well no longer sampled. It has been switched to 

a SVE (soil vapor extraction)  well.

V-2

V-1 cont.
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

6/13/1991 790 280 <500 -- 390 14 16 34 Samples analyzed for Oil and Grease by 
Standard Methods Method 5520 B&F and were  
reported as <5,000 ppb.

9/11/1991 660 <50 <500 -- 340 7.5 6.6 19
9/11/1991 -- -- -- -- -- -- -- --

12/11/1991 200 4,700 -- -- 23 <0.5 0.6 2.2 Well was abaonaded.

3/6/1996 <50 <50 -- -- 5.4 <0.5 <0.5 <0.5
10/21/1996 57 <50 -- -- 17 <0.5 <0.5 0.5

4/10/1997 <50 60 <500 <50 18 <0.5 <0.5 0.6
10/30/1997 65 -- -- -- 24 <0.5 <0.5 0.6

4/8/1998 <50 <50 <50 <50 19 <0.5 <0.5 <0.5
10/7/1998 93 <50 <50 <50 19 <0.5 <0.5 <0.5

4/7/1999 <500 110 100 <50 <0.5 5.9 <0.5 <0.5
8/30/1999 --- --- --- --- --- --- --- --- Well was abaonaded.

4/2/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
7/31/1998 <50 <50 <50 <50 <0.5 <0.5 <0.5 <0.5
10/7/1998 <50 -- -- -- <0.5 <0.5 <0.5 <0.5

4/7/1999 <50 -- -- -- <0.5 <0.5 <0.5 <0.5
10/19/1999 <50 -- -- -- <0.5 <0.5 <0.5 <0.5

4/26/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
5/26/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
6/26/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
7/21/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
8/29/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
10/2/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5

10/31/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
11/30/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5
12/19/2000 <50 --- --- --- <0.5 <0.5 <0.5 <0.5

2/2/2001 <50 <50 --- --- <0.5 <0.5 <0.5 <0.5 Well has been taken out of service.

EXPLANATION:
TPPH(G) = Total Purgeable Petroleum Hydrocarbons as Gasoline ppb = parts per billion
TPH(D) = Total Petroleum Hydrocarbons as Diesel -- = Not analyzed/Not applicable

DW-1

DW-2

DW-468
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Table 3. Analytic Results for Ground Water - Organic Compounds - Redwood Oil Bulk Plant, 455 Yolanda, Santa Rosa

TPPH (G) TPH (D) TPH (MO) TPH (K) Benzene Toluene Ethyl benzene Xylenes
<--------------------------------------------------- ppb --------------------------------------------------->

NotesSample ID Date Sampled

TPH(K) = Total Petroleum Hydrocarbons as Kerosene ND = Not detected (see note)
TPH (MO) = Diesel-range Motor Oil
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

3/6/1996 --- 830 --- --- --- ---
10/18/1996 --- 400 --- --- --- ---

4/9/1997 --- 900 --- --- --- ---
10/29/1997 --- 360 --- --- --- ---

4/7/1998 --- 63,000 --- --- --- ---
10/7/1998 ND 25,000 ND ND --- ND

4/7/1999 --- 1,700 --- --- --- ---
10/19/1999 --- 3,200 --- --- --- ---

4/26/2000 --- --- --- --- --- ---
10/31/2000 500 740 <120 <120 <50 <120  No lead was detected at detection limits of 1,000 ppb.

2/2/2001 <200 660 <50 <50 <50 <50
4/23/2001 670 3,800 <100 <100 <100 <100
7/23/2001 100 750 <25 <25 <25 <25

10/23/2001 110 1,300 <25 <25 <25 <25
1/22/2002 24 7.2 <5 <5 — <5
4/25/2002 <200 22 <1 <1 <1 <1
7/23/2002 <200 16 <1 <1 <1 1
1/29/2003 <200 <1 <1 <1 <1 <1
7/22/2003 <200 8 <1 <1 <1 <1
1/20/2004 <5 4 <1 <1 <1 <1
1/18/2005 <5 2.9 <0.5 <0.5 <1 1

3/6/1996 --- 250,000 --- --- --- ---
10/18/1996 --- 600,000 --- --- --- ---

4/10/1997 --- 210,000 --- --- --- ---
10/30/1997 36 200,000 --- --- --- 11

4/7/1998 --- 35,000 --- --- --- ---
10/7/1998 ND 100,000 ND ND --- ND

4/7/1999 --- 4,200 --- --- --- ---
10/19/1999 --- 110,000 --- --- --- ---

4/26/2000 --- --- --- --- --- ---
10/31/2000 22,000 32,000 <5000 <5000 <2000 <5000  No lead was detected at detection limits of 1,000 ppb.

MW-1

MW-2

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

2/2/2001 <10,000 31,000 <2,500 <2,500 <2,500 <2,500
4/23/2001 15,000 8,900 <500 <500 <500 <500
7/23/2001 7,600 17,000 <1,000 <1,000 <1,000 <1,000

10/23/2001 6,500 14,000 <250 <250 <250 590
2/21/2002 1,300 210 <50 <50 — <50
4/25/2002 2,100 1,300 <10 <10 <10 83
7/23/2002 1,800 3,400 <1 <1 <1 140

10/22/2002 4,000 14,000 <1,250 <1,250 <1,250 <1,250
1/28/2003 260 590 <1 <1 <1 18
4/22/2003 <200 100 <1 <1 <1 4
7/22/2003 <200 38 <1 <1 <1 3
1/20/2004 <5 16 <1 <1 <1 2
7/19/2004 <5 22 <0.5 <0.5 <0.5 4.7
1/18/2004 <5 13 <0.5 <0.5 <1 2.5
7/12/2005 <5 8.0 <0.5 <0.5 <0.5 <0.5

3/6/1996 --- 190,000 --- --- --- ---
10/18/1996 --- 370,000 --- --- --- ---

4/9/1997 --- --- --- --- --- ---
10/29/1997 --- --- --- --- --- ---

4/7/1998 --- 230,000 --- --- --- ---
10/7/1998 ND 190,000 ND ND --- ND

4/7/1999 --- 110,000 --- --- --- ---
10/19/1999 --- 95,000 --- --- --- ---

4/26/2000 --- --- --- --- --- ---
10/31/2000 --- --- --- --- --- --- Well plugged at seven feet, therefore not sampled.

2/2/2001 11,000 41,000 <2,500 <2,500 <2,500 <2,500
4/23/2001 --- --- --- --- --- --- Well inaccessaable 
7/23/2001 12,000 38,000 <1,000 <1,000 <1,000 1,800

10/23/2001 <20,000 62,000 <5,000 <5,000 <5,000 <5,000
1/22/2002 32,000 14,000 <2,500 <2,500 — 3,300
4/25/2002 <20,000 34,000 <100 <100 <100 770
7/23/2002 6,300 39,000 <1 6 <1 940

10/22/2002 <5,000 25,000 <2,500 <2,500 <2,500 <2,500

MW-2 
cont.

MW-3
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

1/28/2003 2,900 15,000 <1 2 <1 450
4/22/2003 7,100 39,000 <1 4 <1 1,400
7/22/2003 16,000 47,000 <1 6 <1 1,400
1/20/2004 3,100 42,000 <1 4 1 1,200
7/19/2004 17,000 47,000 <5 7 <5 1,900
1/18/2005 4,100 25,000 <25 <25 <50 850
7/12/2005 11,000 38,000 <0.5 5.9 <1 900

3/6/1996 --- 6,400 --- --- --- ---
10/21/1996 --- 52,000 --- --- --- ---

4/10/1997 --- 95,000 --- --- --- ---
10/29/1997 --- 95,000 --- --- --- ---

4/8/1998 --- 34,000 --- --- --- ---
10/7/1998 ND 170,000 ND ND --- ND

4/7/1999 --- 87,000 --- --- --- ---
10/19/1999 --- 100,000 --- --- --- ---

4/26/2000 130,000 1,700,004 <5,000 <5,000 --- <5,000
10/31/2000 36,000 54,000 <5,000 <5,000 --- <5,000

2/2/2001 <40 130 <10 <10 <10 68
4/23/2001 19,000 58,000 <1,000 <1,000 <1,000 1,500
7/23/2001 <10,000 49,000 <2,500 <2,500 <2,500 <2,500

10/23/2001 13,000 54,000 <1,250 <1,250 <1,250 1,400
1/22/2002 2,500 1,300 <125 <125 — 160
4/25/2002 <2,000 3,200 <10 <10 <10 65
7/23/2002 200 4,200 <1 <1 <1 60

10/22/2002 <500 4,200 <250 <250 <250 <250
1/27/2003 <200 70 <1 <1 <1 2
4/22/2003 <200 380 <1 <1 <1 6
7/22/2003 <200 900 <1 <1 <1 15
1/20/2004 <5 19 <1 <1 <1 1
7/19/2004 <5 530 <0.5 <0.5 <0.5 8
1/18/2005 <5 3.8 <0.5 <0.5 <1 1.8
7/12/2005 7.0 69 <0.5 <0.5 <1 0.9

MW-3 
cont.

MW-4

Page 3 of 10



Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

3/6/1996 --- <5 --- --- --- ---
10/18/1996 --- <5 --- --- --- ---

4/9/1997 --- <5 --- --- --- ---
10/29/1997 --- <5 --- --- --- ---

4/7/1998 --- 24 --- --- --- ---
10/7/1998 ND <5 ND ND --- ND

4/7/1999 --- <0.5 --- --- --- ---
10/19/1999 --- 67 --- --- --- ---

4/26/2000 <10 <2.03 <5.0 <5.0 --- <5.0
10/31/2000 --- --- --- --- --- --- Well inaccessaable 

2/2/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

1/28/2003 <200 2 <1 <1 <1 <1

10/18/1996 --- <5 --- --- --- ---
4/10/1997 --- 26 --- --- --- ---

10/29/1997 --- <5 --- --- --- ---
4/7/1998 --- <5 --- --- --- ---

10/7/1998 ND <5 ND ND --- ND
4/7/1999 --- <0.5 --- --- --- ---

10/19/1999 --- --- --- --- --- ---
4/26/2000 <10 <2.03 <5.0 <5.0 --- <5.0

10/31/2000 --- --- --- --- --- --- Well inaccessaable 
2/2/2001 <20 7.1 <5.0 <5.0 <5.0 <5.0

10/23/2001 <20 <5 <5 <5 <5 <5
1/28/2003 280 1,900 <1 <1 <1 58

3/6/1996 --- 10 --- --- --- ---
10/18/1996 --- 60 --- --- --- ---

4/9/1997 --- <5 --- --- --- ---
10/29/1997 --- 17 --- --- --- ---

4/7/1998 --- 9.6 --- --- --- ---
10/7/1998 ND <5 ND ND --- ND

4/7/1999 --- 31 --- --- --- ---

MW-5

MW-5A

MW-7
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

10/19/1999 --- 3.6 --- --- --- ---
4/26/2000 <10 <2.03 <5.0 <5.0 --- <5.0

10/31/2000 41,000 63,000 <5000 <5000 <2000 <5000  No lead was detected at detection limits of 1,000 ppb.

4/23/2001 <20 15 <5.0 <5.0 <5.0 <5.0
10/23/2001 <20 11 <5 <5 <5 <5

1/27/2003 <200 890 <1 <1 <1 19
1/20/2004 24 290 <1 <1 <1 18
1/18/2005 93 1,300 <0.5 <0.5 <1 22

3/6/1996 --- 6 --- --- --- ---
10/21/1996 --- <5 --- --- --- ---

4/10/1997 --- <5 --- --- --- ---
4/10/1997 --- <5 --- --- --- ---

10/30/1997 --- <5 --- --- --- ---
4/8/1998 --- 29 --- --- --- ---

10/7/1998 ND 75 ND ND --- ND
4/7/1999 --- 280 --- --- --- ---

10/19/1999 --- 250 --- --- --- ---
4/26/2000 <10 <2.03 <5.0 <5.0 --- <5.0

10/31/2000 120 190 <50 <50 <20 <50  No lead was detected at detection limits of 1,000 ppb.

10/23/2001 <100 690 <25 <25 <25 <25
1/27/2003 <200 1,300 <1 <1 <1 24

10/18/1996 --- 150 --- --- --- ---
4/10/1997 --- 2,200 --- --- --- ---

10/29/1997 --- 4,600 --- --- --- ---
4/8/1998 --- 450 --- --- --- ---

10/7/1998 ND 1,000 ND ND --- ND
4/7/1999 --- 260 --- --- --- ---

10/19/1999 --- 97 --- --- --- ---
4/26/2000 <10 193 <5.0 <5.0 --- <5.0

10/31/2000 14 22 <5.0 <5.0 <2.0 <5.0

MW-7 
cont

MW-8

MW-9
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

10/23/2001 <100 890 <25 <25 <25 <25
1/27/2003 <200 440 <1 <1 <1 8
1/20/2004 <5 93 <1 <1 <1 4
1/18/2005 <5 54 <0.5 <0.5 <1 1.7

4/26/2000 <10,000 210,004 <5,000 <5,000 --- <5,000
10/31/2000 23,000 35,000 <5000 <5000 <2000 <5000

2/2/2001 <20,000 51,000 <5,000 <5,000 <5,000 <5,000
4/23/2001 5,400 27,000 <1,000 <1,000 <1,000 <1,000
7/23/2001 <10,000 46,000 <2,500 <2,500 <5 / <2,500 <2,500

10/23/2001 9,400 59,000 <1,250 <1,250 <1,250 1,400
1/22/2002 32,000 18,000 <1,250 <1,250 — 1,800
4/25/2002 <20,000 36,000 <100 <100 <100 1,200
7/23/2002 5,000 34,000 <1 5 <1 910

10/22/2002 <10,000 46,000 <5,000 <5,000 <5,000 <5,000
1/27/2003 3,100 23,000 <1 4 <1 720
4/22/2003 910 7,100 <1 <1 <1 220
7/22/2003 4,000 15,000 5 3 <1 490
1/20/2004 520 7,300 1 <1 <1 170
1/18/2005 900 2,200 4 <0.5 <1 100

5/8/2000 <100 150 <50 <50 --- <50
10/31/2000 140 280 <50 <50 <20 <50

2/2/2001 <100 310 <25 <25 <25 <25
4/23/2001 <20 17 <5.0 <5.0 <5.0 <5.0
7/23/2001 <20 68 <5.0 <5.0 <5.0 <5.0

10/23/2001 <20 99 <5 <5 <5 <5
1/22/2002 110 43 <10 <10 <10 <10
4/25/2002 <200 38 <1 <1 <1 <1
7/23/2002 <200 60 <1 <1 <1 <1

MW-10

MW-11

MW-9 
cont.
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

5/8/2000 <10 3.2 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0

2/2/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
4/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
7/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0

10/23/2001 <20 <5 <5 <5 <5 <5
1/22/2002 <20 <5 <5 <5 <5 <5
4/25/2002 <200 <1 <1 <1 <1 <1
7/23/2002 <200 <1 <1 <1 <1 <1

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0

2/2/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
4/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
7/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0

10/23/2001 <20 <5 <5 <5 <5 <5 Well has been abanadoned.

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0

2/2/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
4/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
7/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0

10/23/2001 <20 <5 <5 <5 <5 <5 Well has been abanadoned.

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

1/27/2003 <200 <1 <1 <1 <1 <1

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

1/27/2003 <200 1 <1 <1 <1 <1

MW-16

MW-15

MW-12

MW-13

MW-14
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

1/27/2003 <200 <1 <1 <1 <1 <1

5/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 ,5.0 <5.0 <2.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

6/8/2000 <10 <2.0 <5.0 <5.0 --- <5.0
10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
10/23/2001 <20 <5 <5 <5 <5 <5

3/6/1996 --- <1,000 --- --- ---
10/18/1996 --- <1,000 --- --- ---

4/9/1997 --- 1,200 --- --- ---
10/29/1997 --- --- --- --- ---

4/7/1998 --- 1,900 --- --- ---
10/7/1998 ND <100 ND ND ND

4/7/1999 --- 100 --- --- ---
10/19/1999 --- <50 --- --- ---

4/26/2000 <10,000 65,004 <5,000 <5,000 <5,000
10/31/2000 <1,000 <200 <500 <500 <200 <500  No lead was detected at detection limits of 1,000 ppb.

2/26/2001 <100 <25 <25 <25 <25 <25
4/23/2001 23 15 <5.0 <5.0 <5.0 <5.0
7/23/2001 <40 16 <10 <10 <10 <10

10/23/2001 28 13 <5 <5 <5 <5
1/22/2002 360 <100 <100 <100 — <100

MW-17

MW-18

MW-19

MW-20

V-1
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

1/22/2002 <400 <100 <100 <100 --- <100 Lab reissued data with corrected Tert-butanol results.

4/25/2002 <2,000 12 <10 <10 <10 <10
7/23/2002 <200 10 <1 <1 <1 <1
1/28/2003 <200 6 <1 <1 <1 <1
7/22/2003 <200 7 <1 <1 <1 <1

3/6/1996 --- 6,000 --- --- ---
10/18/1996 --- 40,000 --- --- ---

4/9/1997 --- 80,000 --- --- ---
10/30/1997 --- 68,000 --- --- ---

4/7/1998 --- 77,000 --- --- ---
10/7/1998 ND 120,000 ND ND ND

4/7/1999 --- 98,000 --- --- ---
10/19/1999 --- 79,000 --- --- ---

4/26/2000 57,000 940,004 <5,000 <5,000 <5,000
10/31/2000 <10 8.1 <5.0 <5.0 <2.0 <5.0

2/26/2001 <20,000 130,000 <5,000 <5,000 <5,000 <5,000
4/23/2001 20,000 47,000 <1,000 <1,000 <1,000 <1,000
7/23/2001 — — — — — ---- Well no longer sampled. It has been switched to a SVE 

(soil vapor extraction) well.

10/21/1996 --- 540 --- --- ---
4/10/1997 --- 560 --- --- ---

10/30/1997 --- 1,500 --- --- ---
4/8/1998 --- 1,300 --- --- ---

10/7/1998 ND 2,300 ND ND ND
4/7/1999 --- 3,500 --- --- ---

4/2/1998 ND <5 ND ND ND
7/31/1998 ND <5 ND ND ND
10/7/1998 --- <0.5 --- --- ---

4/7/1999 --- <0.5 --- --- ---
10/19/1999 --- <0.5 --- --- ---

DW-2

DW-468

V-1 cont.

V-2
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Table 4.  Analytical Results for Ground Water - Fuel Oxygenates Lead Scavengers - Redwood Oil Bulk Plant - 455 Yolanda Avenue, Santa Rosa, California

Tert-
Butanol

MTBE Diisopropyl 
Ether

Ethyl-tert-butyl-
ether

Lead 
Scavengers

Tert-Amylmethyl 
ether

<-----------------------------------------------ppb------------------------------------------------>

NotesSample DateWell ID

4/26/2000 <10 <2.03 <5.0 <5.0 <5.0
5/26/2000 <10 <2.0 <5.0 <5.0 --- <5.0
6/26/2000 --- --- --- --- --- ---
7/21/2000 --- --- --- --- --- ---
8/29/2000 --- --- --- --- --- ---
10/2/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0  No lead was detected at detection limits of 1,000 ppb.

10/31/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
11/30/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0
12/19/2000 <10 <2.0 <5.0 <5.0 <2.0 <5.0

2/2/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
3/23/2001 <10.0 <2.0 <5.0 <5.0 <2.0 <5.0
4/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
5/14/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
6/18/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
7/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
8/22/2001 <20 <5 <5 <5 <5 <5
9/13/2001 <20 <5 <5 <5 <5 <5

10/23/2001 <20 <5 <5 <5 <5 <5
11/20/2001 <20 <5 <5 <5 <5 <5

12/4/2001 <20 <5 <5 <5 <5 <5 Well has been taken out of service

6/22/2001 <20 <5.0 <5.0 <5.0 — <5.0
7/23/2001 <20 <5.0 <5.0 <5.0 <5.0 <5.0
8/22/2001 <20 <5 <5 <5 <5 <5
9/13/2001 <20 <5 <5 <5 <5 <5

10/23/2001 <20 <5 <5 <5 <5 <5
11/20/2001 <20 <5 <5 <5 <5 <5

12/4/2001 <20 <5 <5 <5 <5 <5 Well has been taken out of service.

Explanation:

MTBE: Methyl tertiary-butyl ether

DW-404

DW-468
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Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Page 1 of  17

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->

MW-21 2/26/01 24 <100 <100 <100 2,100 <100 810

2/26/01 50 <50 <50 <50 710 <50 340

2/26/01 75 <500 <500 <500 8,900 <500 <2,000

2/26/01 110 <100 <100 <100 1,400 <100 650

2/26/01 143 <50 <50 <50 900 <50 420

2/26/01 158 <25 <25 <25 580 <25 270

2/26/01 165.5 <100 <100 <100 1,100 <100 <400

4/26/01 24 --- <500 <500 9,400 <500 7,500

4/26/01 50 --- <50 <50 1,000 <50 430

4/26/01 75 --- <1,000 <1,000 17,000 <1,000 <4,000

4/26/01 110 --- <25 <25 660 <25 200

4/26/01 143 --- <50 <50 1,100 <50 320

4/26/01 158 --- <25 <25 400 <25 <100

4/26/01 165.5 --- <100 <100 2,300 <100 480

7/25/01 24 <250 <250 <250 6,300 <250 4,600

7/25/01 75 <500 <500 <500 18,000 <500 2,800

7/25/01 143 <25 <25 <25 990 <25 250

7/25/01 165.5 <100 <100 <100 2,100 <100 460

10/25/01 24 <25 <25 <25 310 <25 1,200

10/25/01 75 <500 <500 <500 16,000 <500 23,000

10/25/01 143 <50 <50 <50 790 <50 1,200

10/25/01 165.5 <100 <100 <100 2,000 <100 3,100



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->

Page 2 of  17

MW-21 cont
1/24/02 24 <5 <5 <5 170 <5 51

1/24/02 75 <1,000 <1,000 <1,000 18,000 <1,000 <4,000

1/24/02 143 <25 <25 <25 860 <25 480

1/24/02 165.5 <100 <100 <100 1,800 <100 <400

5/1/02 24 <1 <1 <1 56 2 <200

5/1/02 75 <100 <100 <100 23,000 330 <20,000

5/1/02 143 <10 <10 <10 960 12 <2,000

5/1/02 165.5 <10 <10 <10 1,500 22 <2,000

7/25/02 24 <1 <1 <1 4 <1 <200

7/25/02 75 <1 <1 <1 20,000 270 1,400

7/25/02 143 <1 <1 <1 880 10 <200

7/25/02 165.5 <1 <1 <1 1,300 18 220

10/24/02 24 <10 <10 <10 70 <10 <20

10/24/02 75 <1,250 <1,250 <1,250 23,000 <1,250 2,800

10/24/02 143 <50 <50 <50 760 <50 120

10/24/02 165.5 <125 <125 <125 1,400 <125 <250

1/31/03 24 <1 <1 <1 47 <1 <200

1/31/03 75 <1 <1 1 28,000 320 2,400

1/31/03 143 <1 <1 <1 1,100 14 <200

1/31/03 165.5 <1 <1 <1 1,700 26 <200

4/23/03 24 <1 <1 <1 460 8 <200

4/23/03 75 <1 <1 1 27,000 300 3,300

4/23/03 143 <1 <1 <1 720 11 <200



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->

Page 3 of  17

MW-21 cont. 4/23/03 165.5 <1 <1 <1 900 14 <200

7/25/03 24 <1 <1 <1 64 <1 <200

7/25/03 75 <1 <1 1 25,000 310 5,600

7/25/03 143 <1 <1 <1 880 12 200

7/25/03 165.5 <1 <1 <1 910 13 <200

1/22/04 24 <1 <1 <1 95 2 5

1/22/04 75 <1 <1 2 28,000 420 4,200

1/22/04 143 <1 <1 <1 720 12 100

1/22/04 165.5 <1 <1 <1 870 14 110

7/19/04 24 <0.5 <0.5 <0.5 200 5.4 38

7/19/04 75 <5 <5 <5 22,000 350 3,800

7/19/04 143 <0.5 <0.5 <0.5 980 17 120

7/19/04 165.5 <0.5 <0.5 <0.5 960 14 130

1/20/05 24 <1 <0.5 <0.5 920 20 94

1/20/05 75 <1 0.6 1.2 23,000 300 3,300

1/20/05 143 <1 <0.5 <0.5 970 15 66

1/20/05 165.5 <1 <0.5 <0.5 920 16 130

7/12/05 24 <1 <0.5 <0.5 7.8 <0.5 <5

7/12/05 75 <1 0.7 1.4 41,000 450 4,900

7/12/05 143 <1 <0.5 <0.5 270 3.7 69

7/12/05 165.5 <1 <0.5 <0.5 400 5.4 88



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->

Page 4 of  17

MW-22 2/26/01 22 <100 <100 <100 2,000 <100 830

2/26/01 47 <25 <25 <25 380 <25 110

2/26/01 72.5 <25 <25 <25 480 <25 140

2/26/01 113 <100 <100 <100 2,000 <100 600

2/26/01 144 <25 <25 <25 720 <25 230

2/26/01 164.5 <25 <25 <25 630 <25 200

2/26/01 177.5 <5.0 <5.0 <5.0 59 <5.0 75

4/27/01 22 --- <2,500 <2,500 86,000 <2,500 18,000

4/27/01 47 --- <25 <25 1,500 <25 510

4/27/01 72.5 --- <5.0 <5.0 9.5 <5.0 <20.0

4/27/01 113 --- <10.0 <10.0 390 11 160

4/27/01 144 --- <5.0 <5.0 6.2 <5.0 <20.0

4/27/01 164.5 --- <5.0 <5.0 31 <5.0 36

4/27/011 177.5 --- --- --- ---- --- ---

7/2501 22 <2,500 <2,500 <2,500 92,000 <2,500 16,000

7/25/01 72.5 <5.0 <5.0 <5.0 160 7.0 <20

7/25/01 144 <5.0 <5.0 <5.0 71 <5.0 40

7/25/01 164.5 <5.0 <5.0 <5.0 95 <5.0 53

10/25/012 22 — — — — — ---

10/25/01 72.5 <5 <5 <5 31 <5 <20

10/25/01 144 <5 <5 <5 45 <5 110

10/25/01 164.5 <5 <5 <5 28 <5 75

1/24/02 22 <10,000 <10,000 <10,000 100,000 <10,000 <40,000



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->

Page 5 of  17

MW-22 cont 1/24/02 72.5 <5 <5 <5 200 5.2 34

1/24/02 144 <5 <5 <5 150 <5 75

1/24/02 177.5 <5 <5 <5 160 <5 75

5/1/02 22 <1,000 <1,000 <1,000 100,000 2,000 <200,000

5/1/02 72.5 <1 <1 <1 200 8 <200

5/1/02 144 <1 <1 <1 52 3 <200

5/1/02 177.5 <1 <1 <1 39 2 <200

7/25/02 22 2 <1 5 120,000 2,300 6,000

7/25/02 72.5 <1 <1 <1 290 8 <200

7/25/02 144 <1 <1 <1 30 1 <200

7/25/02 177.5 <1 <1 <1 21 <1 <200

10/24/022 22 --- --- --- --- --- ---

10/24/02 72.5 <25 <25 <25 210 <25 <50

10/24/02 144 <5 <5 <5 6.2 <5 <10

10/24/02 177.5 <5 <5 <5 3.1 <5 <10

1/31/03 22 <1 <1 4 85,000 1,600 5,000

1/31/03 72.5 <1 <1 <1 2,500 65 <200

1/31/03 144 <1 <1 <1 1,400 31 <200

1/31/03 177.5 <1 <1 <1 220 5 <200

4/23/03 22 <1 <1 3 50,000 1,000 9,100

4/23/03 72.5 <1 <1 <1 280 11 <200

4/23/03 144 <1 <1 <1 140 6 <200

4/23/03 177.5 <1 <1 <1 280 9 <200



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-22 cont. 7/24/03 22 <1 <1 3 83,000 1,700 17,000

7/24/03 72.5 <1 <1 <1 67 3 <200

7/24/03 144 <1 <1 <1 49 2 <200

7/24/03 177.5 <1 <1 <1 52 2 <200

1/22/04 22 2 <1 3 81,000 1,400 9,100

1/22/04 72.5 <1 <1` <1 120 5 <5

1/22/04 144 <1 <1 <1 50 2 <5

1/22/04 177.5 <1 <1 <1 42 2 <5

7/19/04 22 <5 <5 <5 49,000 1,700 6,500

7/19/04 72.5 <0.5 <0.5 <0.5 470 19 <5

7/19/04 144 <0.5 <0.5 <0.5 31 1.6 <5

7/19/04 177.5 <0.5 <0.5 <0.5 45 2.2 <5

1/20/05 22 2.1 <0.5 1.6 51,000 1,200 6,600

1/20/05 72.5 <1 <0.5 <0.5 480 16 26

1/20/05 144 <1 <0.5 <0.5 140 5.5 <5

1/20/05 177.5 <1 <0.5 <0.5 59 2.9 <5

7/13/05 22 <1 <0.5 0.8 26,000 480 3,100

7/13/05 72.5 <1 <0.5 <0.5 2.9 <0.5 <5

7/13/05 144 <1 <0.5 <0.5 4.0 <0.5 <5

7/13/05 177.5 <1 <0.5 <0.5 77 0.8 <5



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-23 2/26/01 25 <100 <100 <100 2,100 <100 1,100

2/26/01 50 <5.0 <5.0 <5.0 150 <5.0 100

2/26/01 75 <5.0 <5.0 <5.0 92 <5.0 60

2/26/01 120.5 <10 <10 <10 210 <10 140

2/26/01 148.5 <5.0 <5.0 <5.0 120 <5.0 81

2/26/01 163.5 <5.0 <5.0 <5.0 13 <5.0 21

2/26/01 180 <5.0 <5.0 <5.0 <5.0 <5.0 <20

4/30/01 25 --- <250 <250 6,300 <250 1,200

4/30/01 50 --- <5.0 <5.0 49 <5.0 <20

4/30/01 75 --- <5.0 <5.0 19 <5.0 <20

4/30/01 120.5 --- <5.0 <5.0 6.4 <5.0 <20

4/30/01 148.5 --- <5.0 <5.0 22 <5.0 70

4/30/01 163.5 --- <5.0 <5.0 <5.0 <5.0 <20

4/30/01 180 --- <5.0 <5.0 48 <5.0 <20

7/25/013 25 --- — — — — ---

7/25/01 75 <5.0 <5.0 <5.0 42 <5.0 <20

7/25/01 148.5 <5.0 <5.0 <5.0 71 <5.0 63

7/25/01 180 <5.0 <5.0 <5.0 13 <5.0 31

10/25/012 25 — — — — — ---

10/25/01 75 <5 <5 <5 21 <5 74

10/25/01 148.5 <5 <5 <5 6.5 <5 58

10/25/01 180 <5 <5 <5 <5 <5 39

1/24/02 25 <250 <250 <250 4,800 <250 <1,000



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-23 cont 1/24/02 75 <5 <5 <5 19 <5 <20

1/24/02 148.5 <10 <10 <10 92 <10 150

1/24/02 180 <5 <5 <5 6.3 <5 <20

5/1/02 25 <10 <10 <10 980 25 <2,000

5/1/02 75 <1 <1 <1 7 <1 <200

5/1/02 148.5 <1 <1 <1 17 <1 <200

5/1/02 180 <1 <1 <1 <1 <1 <200

7/24/02 25 <1 <1 <1 580 16 <200

7/24/02 75 <1 <1 <1 13 <1 <200

7/24/02 148.5 <1 <1 <1 11 <1 <200

7/24/02 180 <1 <1 <1 <1 <1 <200

10/24/022 25 --- --- --- --- --- ---

10/24/02 75 <5 <5 <5 21 <5 <10

10/24/02 148.5 <5 <5 <5 7.9 <5 16

10/24/02 180 <5 <5 <5 <1 <5 <10

1/31/03 25 <1 <1 <1 530 14 <200

1/31/03 75 <1 <1 <1 58 2 <200

1/31/03 148.5 <1 <1 <1 27 1 <200

1/31/03 180 <1 <1 <1 4 <1 <200

4/23/03 25 <1 <1 <1 570 14 <200

4/23/03 75 <1 <1 <1 28 <1 <200

4/23/03 148.5 <1 <1 <1 5 <1 <200

4/23/03 180 <1 <1 <1 <1 <1 <200



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-23 cont. 7/24/03 25 <1 <1 <1 200 5 <200

7/24/03 75 <1 <1 <1 49 <1 <200

7/24/03 148.5 <1 <1 <1 4 <1 <200

7/24/03 180 <1 <1 <1 <1 <1 <200

1/22/04 25 <1 <1 <1 230 5 19

1/22/04 75 <1 <1 <1 62 <1 <5

1/22/04 148.5 <1 <1 <1 3 <1 7

1/22/04 180 <1 <1 <1 <1 <1 8

7/19/04 25 <0.5 <0.5 <0.5 180 4.8 18

7/19/04 75 <0.5 <0.5 <0.5 48 0.7 6

7/19/04 148.5 <0.5 <0.5 <0.5 2.4 <0.5 6

7/19/04 180 <1 <0.5 <0.5 0.9 <0.5 6

1/20/05 25 <1 <0.5 <0.5 53 1.4 7

1/20/05 75 <1 <0.5 <0.5 53 0.7 7

1/20/05 148.5 <1 <0.5 <0.5 3.2 <0.5 7

1/20/05 180 <1 <0.5 <0.5 1.2 <0.5 5

7/13/05 25 <1 <0.5 <0.5 74 1.4 7.3

7/13/05 75 <1 <0.5 <0.5 1.6 <0.5 <5

7/13/05 148.5 <1 <0.5 <0.5 1.6 <0.5 <5

7/13/05 180 <1 <0.5 <0.5 <0.5 <0.5 <5

MW-24 2/26/01 23 <5.0 <5.0 <5.0 8.4 <5.0 <20

2/26/01 48 <5.0 <5.0 <5.0 5.3 <5.0 <20

2/26/01 73 <5.0 <5.0 <5.0 8.3 <5.0 <20



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-24 cont 2/26/01 113 <5.0 <5.0 <5.0 <5.0 <5.0 <20

2/26/01 146 <5.0 <5.0 <5.0 <5.0 <5.0 <20

2/26/01 161 <5.0 <5.0 <5.0 <5.0 <5.0 <20

2/26/01 178 <5.0 <5.0 <5.0 <5.0 <5.0 <20

5/1/01 23 --- <5.0 <5.0 8.2 <5.0 31.0

5/1/01 48 --- <5.0 <5.0 <5.0 <5.0 <20.0

5/1/01 73 --- <5.0 <5.0 <5.0 <5.0 <20.0

5/1/01 113 --- <5.0 <5.0 <5.0 <5.0 <20.0

5/1/01 146 --- <5.0 <5.0 <5.0 <5.0 69.0

5/1/01 161 --- <5.0 <5.0 <5.0 <5.0 50.0

5/1/01 178 --- <5.0 <5.0 <5.0 <5.0 22.0

7/25/01 23 <5.0 <5.0 <5.0 58 <5.0 22

7/25/01 73 <5.0 <5.0 <5.0 6.6 <5.0 <20

7/25/01 146 <5.0 <5.0 <5.0 18 <5.0 69

7/25/01 178 <5.0 <5.0 <5.0 8.0 <5.0 52

10/25/012 23 — — — — — ---

10/25/01 73 <5 <5 <5 <5 <5 <20

10/25/01 146 <5 <5 <5 <5 <5 50

10/25/01 178 <5 <5 <5 <5 <5 40

1/25/02 23 <1.5 <2.5 <2.5 82 <0.5 <55

1/25/02 73 <0.3 <0.5 <0.5 <0.3 <0.1 <11

1/25/02 146 <0.3 <0.5 <0.5 8.2 <0.1 30

1/25/02 178 <0.3 <0.5 <0.5 <0.3 <0.1 <11

4/29/02 23 <1 <1 <1 4 <1 <200



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-24 cont. 4/29/02 73 <1 <1 <1 <1 <1 <200

4/29/02 146 <1 <1 <1 <1 <1 <200

4/29/02 178 <1 <1 <1 <1 <1 <200

7/24/02 23 <1 <1 <1 5 <1 <200

7/24/02 73 <1 <1 <1 <1 <1 <200

7/24/02 146 <1 <1 <1 <1 <1 <200

7/24/02 178 <1 <1 <1 <1 <1 <200

10/23/02 23 <5 <5 <5 6.0 <5 <10

10/23/02 73 <5 <5 <5 <1 <5 <10

10/23/02 146 <5 <5 <5 13 <5 <10

10/23/02 178 <5 <5 <5 <1 <5 <10

MW-25 1/28/02 25 <1.5 <2.5 <2.5 <1.5 <0.5 <55

1/28/02 75 <6 <10 <10 <6 <2 <220

1/28/02 145 <6 <10 <10 <6 <2 <220

1/28/02 180 <0.3 <0.5 <0.5 <0.3 <0.1 <11

1/28/02 230 <6 <10 <10 <6 <2 <220

4/30/02 25 <1 <1 <1 <1 <1 <200

4/30/02 75 <1 <1 <1 <1 <1 <200

4/30/02 145 <1 <1 <1 <1 <1 <200

4/30/02 180 <1 <1 <1 <1 <1 <200

4/30/02 230 <1 <1 <1 <1 <1 <200

7/26/02 25 <1 <1 <1 2 <1 <200

7/26/02 75 <1 <1 <1 <1 <1 <200



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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7/26/02 145 <1 <1 <1 <1 <1 <200

7/26/02 180 <1 <1 <1 <1 <1 <200

7/26/02 230 <1 <1 <1 <1 <1 <200

MW-26 1/25/02 25 <60 <100 <100 <60 <20 <2,200

1/25/02 75 <0.3 <0.5 <0.5 <0.3 <0.1 <11

1/25/02 145 <0.3 <0.5 <0.5 <0.3 <0.1 <11

1/25/02 180 <0.3 <0.5 <0.5 <0.3 <0.1 <11

5/2/02 25 <1 <1 <1 4 <1 <200

5/2/02 75 <1 <1 <1 <1 <1 <200

5/2/02 145 <1 <1 <1 1 <1 <200

5/2/02 180 <1 <1 <1 1 <1 <200

7/26/022 25 — ---- ---- — — —

7/26/02 75 <1 <1 <1 <1 <1 <200

7/26/02 145 <1 <1 <1 <1 <1 <200

7/26/02 180 <1 <1 <1 <1 <1 <200

4/23/03 25 <1 <1 <1 <1 <1 <200

4/23/03 75 <1 <1 <1 <1 <1 <200

4/23/03 145 <1 <1 <1 <1 <1 <200

4/23/03 180 <1 <1 <1 <1 <1 <200

1/21/04 25 <1 <1 <1 <1 <1 <5

1/21/04 75 <1 <1 <1 <1 <1 11

1/20/05 25 <1 <0.5 <0.5 <0.5 <0.5 <5

1/20/05 75 <1 <0.5 <0.5 <0.5 <0.5 8



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-27 1/28/02 25 <6 <10 <10 <6 <2 <220

1/28/02 75 <1.5 <2.5 <2.5 2.3 <0.5 <55

1/28/02 145 <6 <10 <10 <6 <2 <220

1/28/02 180 <1.5 <2.5 <2.5 <1.5 <0.5 <55

1/28/02 230 <0.6 <1 <1 1.5 <0.2 <22

4/30/02 25 <1 <1 <1 <1 <1 <200

4/30/02 75 <1 <1 <1 <1 <1 <200

4/30/02 145 <1 <1 <1 <1 <1 <200

4/30/02 180 <1 <1 <1 <1 <1 <200

4/30/02 230 <1 <1 <1 <1 <1 <200

7/26/02 25 <1 <1 <1 6 <1 <200

7/26/02 75 <1 <1 <1 10 <1 <200

7/26/02 145 <1 <1 <1 <1 <1 <200

7/26/02 180 <1 <1 <1 <1 <1 <200

7/26/02 230 <1 <1 <1 6 <1 <200

10/23/02 25 <5 <5 <5 <1 <5 <10

10/23/02 75 <500 <500 <500 <100 <500 <1,000

10/23/02 145 <5 <5 <5 <1 <5 <10

10/23/02 180 <5 <5 <5 <1 <5 <10

10/23/02 230 <5 <5 <5 <1 <5 26

MW-28 1/25/02 25 <30 <50 <50 35 <10 <1,100

1/25/02 75 <0.3 <0.5 <0.5 <0.3 <0.1 <11



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-28 cont. 1/25/02 145 <0.3 <0.5 <0.5 <0.3 <0.1 <11

1/25/02 180 <0.6 <1 <1 0.6 <0.2 <22

5/2/02 25 <1 <1 <1 4 <1 <200

5/2/02 75 <1 <1 <1 2 <1 <200

5/2/02 145 <1 <1 <1 2 <1 <200

5/2/02 180 <1 <1 <1 <1 <1 <200

7/26/022 25 — — — — — ---

7/26/02 75 <1 <1 <1 <1 <1 <200

7/26/02 145 <1 <1 <1 <1 <1 <200

7/26/02 180 <1 <1 <1 <1 <1 <200

1/31/03 25 <1 <1 <1 12 <1 <200

1/31/03 75 <1 <1 <1 4 <1 <200

1/31/03 145 <1 <1 <1 2 <1 <200

1/31/03 180 <1 <1 <1 1 <1 <200

7/23/03 25 <1 <1 <1 <1 <1 <200

7/23/03 75 <1 <1 <1 <1 <1 <200

7/23/03 145 <1 <1 <1 <1 <1 <200

7/23/03 180 <1 <1 <1 <1 <1 <200

1/21/04 25 <1 <1 <1 <1 <1 6

1/21/04 75 <1 <1 <1 <1 <1 8

1/19/05 25 <1 <0.5 <0.5 <0.5 <0.5 <5

1/19/05 75 <1 <0.5 <0.5 <0.5 <0.5 6



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-29 1/25/02 25 <6 <10 <10 13 <2 <220

1/25/02 75 <6 <10 <10 6.0 <2 <220

1/25/02 145 <6 <10 <10 <6 <2 <220

1/25/02 180 <6 <10 <10 <6 <2 <220

5/1/02 25 <1 <1 <1 <1 <1 <200

5/1/02 75 <1 <1 <1 <1 <1 <200

5/1/02 145 <1 <1 <1 <1 <1 <200

5/1/02 180 <1 <1 <1 <1 <1 <200

7/24/02 25 <1 <1 <1 3 <1 <200

7/24/02 75 <1 <1 <1 <1 <1 <200

7/24/02 145 <1 <1 <1 <1 <1 <200

7/24/02 180 <1 <1 <1 <1 <1 <200

1/31/03 25 <1 <1 <1 50 2 <200

1/31/03 75 <1 <1 <1 16 <1 <200

1/31/03 145 --- ---- --- --- --- ---

1/31/03 180 --- --- --- --- --- ---

1/21/04 25 <1 <1 <1 2 <1 9

1/21/04 75 <1 <1 <1 <1 <1 24

1/19/05 25 <1 <0.5 <0.5 0.6 <0.5 6

1/19/05 75 <1 <0.5 <0.5 <0.5 <0.5 12

MW-30 1/28/02 25 <3 <5 <5 170 <1 <110

1/28/02 75 <6 <10 <10 12 <2 <220

1/28/02 145 <1.5 <2.5 <2.5 1.6 <0.5 <55



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-30 cont. 1/28/02 180 <3 <5 <5 <3 <1 <110

1/28/02 230 <1.5 <2.5 <2.5 <1.5 <0.5 <55

4/29/02 25 <1 <1 <1 130 <1 <200

4/29/02 75 <1 <1 <1 2 <1 <200

4/29/02 145 <1 <1 <1 <1 <1 <200

4/29/02 180 <1 <1 <1 <1 <1 <200

4/29/02 230 <1 <1 <1 <1 <1 <200

7/24/02 25 <1 <1 <1 150 <1 <200

7/24/02 75 <1 1 <1 1 <1 <200

7/24/02 145 <1 <1 <1 <1 <1 <200

7/24/02 180 <1 <1 <1 <1 <1 <200

7/24/02 230 <1 <1 <1 <1 <1 <200

1/31/03 25 <1 <1 <1 220 2 <200

1/31/03 75 <1 2 <1 8 <1 <200

1/31/03 145 <1 1 <1 21 1 <200

1/31/03 180 <1 <1 <1 6 <1 <200

1/31/03 230 <1 <1 <1 7 <1 <200

7/23/032 25 --- --- --- --- --- ---

7/23/03 75 <1 1 <1 3 <1 <200

7/23/03 145 <1 <1 <1 1 <1 <200

7/23/03 180 <1 <1 <1 <1 <1 <200

7/23/03 230 <1 <1 <1 <1 <1 <200

1/21/04 25 <1 <1 <1 200 1 <5

1/21/04 75 <1 2 <1 4 <1 <5



Table 5.  Analytical Results for Ground Water in Multi-Level Wells - Fuel Oxygenates and Lead Scavengers - Redwood Oil Bulk Plant - 455
Yolanda Ave, Santa Rosa, California

Well
ID

Sample
Date

Sample Depth
(in feet)

Lead Scavengers Diisopropyl Ether Ethyl-tert-butyl-
Ether

MTBE tert-Amyl Methyl
Ether

tert-Butanol

<------------------------------------------------------------------------- ppb -------------------------------------------------------------------------------->
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MW-30 cont. 1/19/05 25 <1 <0.5 <0.5 170 1.1 <5

1/19/05 75 0.7 2.2 <0.5 6.0 <0.5 <5

Explanation:

MTBE  = Methyl tertiary-butyl ether
ppb = parts per billion

Notes:
1
 Port was inaccessible.

2 Port was dry, therefore not sampled.

ECMQMs\507\50714TGW.T5mlw



Table 6.  Analytical Results for Ground Water in Multi-Level Wells - Organic Compounds - Redwood Oil Bulk Plant - 455 Yolanda Ave, Santa
Rosa, California

Page 1 of  5

Sample
ID

Sample
Date

Sample Depth
(in feet)

TPPH(G) TPH(D) Motor Oil Benzene Toluene Ethylbenzene Xylenes

< ---------------------------------------------------------------------------- ppb ---------------------------------------------------------------------------------- >

MW-21 10/24/02 24 130 220 320 3.0 0.65 <0.5 10

10/24/02 75 13,000 620 720 <100 <100 <100 <200

10/24/02 143 750 210 <250 36 15 7.6 31

10/24/02 165.5 1,100 200 <250 17 9.2 <5 17

1/31/03 24 54 410 <250 13 2 1 10

1/31/03 75 790 780 430 180 69 44 175

1/31/03 143 730 210 <250 210 74 46 184

1/31/03 165.5 310 230 <250 77 34 19 71

4/23/03 24 92 370 <250 16 2 1 9

4/23/03 75 1,400 640 310 250 72 52 210

4/23/03 143 420 220 <250 88 31 21 88

4/23/03 165.5 210 190 <250 37 14 8 37

7/25/03 24 84 330 <250 21 2 2 12

7/25/03 75 740 550 <250 110 38 27 105

7/25/03 143 210 90 <250 41 16 11 43

7/25/03 165.5 110 140 <250 19 8 6 22

1/22/04 24 65 370 370 18 <1 1 4

1/22/04 75 1,400 650 330 150 48 37 140

1/22/04 143 230 190 <250 38 15 12 47

1/22/04 165.5 130 110 <250 18 8 7 28

7/19/04 24 150 270 <250 36 3.5 2.5 10

7/19/04 75 1,900 770 300 330 85 80 260

7/19/04 143 610 310 <250 89 32 27 100

7/19/04 165.5 190 62 <250 20 8.7 7.9 29
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Sample
ID

Sample
Date

Sample Depth
(in feet)

TPPH(G) TPH(D) Motor Oil Benzene Toluene Ethylbenzene Xylenes

< ---------------------------------------------------------------------------- ppb ---------------------------------------------------------------------------------- >
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MW-21
cont.

1/20/05 24 250 470 <1,250 30 2.6 3.5 8.6

1/20/05 75 1,200 950 <250 150 42 51 147

1/20/05 143 660 260 <250 69 27 25 95

1/20/05 165.5 190 160 <250 25 10 10 33

7/12/05 24 <100 <50 <250 <0.5 <0.5 <0.5 <1.5

7/12/05 75 720 110 <250 8.7 3.1 4.4 12.4

7/12/05 143 120 79 <250 8.8 4.6 4.9 19.2

7/12/05 165.5 110 <50 <250 5.0 2.8 3.0 10.2

MW-22 10/24/021 22 — — — — — — ---

10/24/02 72.5 140 160 290 <1.25 <1.25 <1.25 <2.5

10/24/02 144 <50 330 380 <0.5 <0.5 <0.5 <1

10/24/02 177.5 <50 100 <250 <0.5 <0.5 <0.5 <1

1/31/03 22 600 2,000 720 1 <1 <1 <1

1/31/03 72.5 <50 120 <250 1 <1 <1 <1

1/31/03 144 <50 120 <250 <1 <1 <1 <1

1/31/03 177.5 <50 98 <250 <1 <1 <1 <1

4/23/03 22 810 2,100 510 <1 <1 <1 <1

4/23/03 72.5 <50 <50 <250 <1 <1 <1 <1

4/23/03 144 <50 110 <250 <1 <1 <1 <1

4/23/03 177.5 <50 93 <250 <1 <1 <1 <1

7/24/03 22 1,400 1,300 420 <1 <1 <1 <1

7/24/03 72.5 <50 <50 <250 <1 <1 <1 <1

7/24/03 144 <50 <50 <250 <1 <1 <1 <1
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ID

Sample
Date

Sample Depth
(in feet)
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MW-22
cont.

7/24/03 177.5 <50 <50 <250 <1 <1 <1 <1

1/22/04 22 890 590 <250 <1 <1 <1 <1

1/22/04 72.5 <50 <50 <250 <1 <1 <1 <1

1/22/04 144 <50 <50 <250 <1 <1 <1 <1

1/22/04 177.5 <50 72 <250 <1 <1 <1 <1

7/19/04 22 1,500 370 <250 <5 <5 <5 <15

7/19/04 72.5 <50 <50 <250 <0.5 <0.5 <0.5 <1.5

7/19/04 144 <50 <50 <250 <0.5 <0.5 <0.5 <1.5

7/19/04 177.5 <50 57 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 22 760 1,100 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 72.5 <50 <50 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 144 <50 57 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 177.5 <50 <50 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 22 1,100 <50 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 72.5 <100 <50 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 144 <100 <50 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 177.5 <100 <50 <250 <0.5 <0.5 <0.5 <1.5

MW-23 10/24/021 25 — — — — — — ---

10/24/02 75 <50 250 310 <0.5 <0.5 <0.5 <1

10/24/02 148.5 <50 350 490 <0.5 <0.5 <0.5 <1

10/24/02 180 <50 130 <250 <0.5 <0.5 <0.5 <1

1/31/03 25 <50 <50 <250 <1 <1 <1 <1

1/31/03 75 <50 93 <250 <1 <1 <1 <1
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ID

Sample
Date

Sample Depth
(in feet)

TPPH(G) TPH(D) Motor Oil Benzene Toluene Ethylbenzene Xylenes
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MW-23
cont

1/31/03 148.5 <50 540 440 <1 <1 <1 <1

1/31/03 180 <50 200 <250 <1 <1 <1 <1

4/23/03 25 <50 140 310 <1 <1 <1 <1

4/23/03 75 <50 <50 <250 <1 <1 <1 <1

4/23/03 148.5 <50 450 360 <1 <1 <1 <1

4/23/03 180 <50 130 <250 <1 <1 <1 <1

7/24/03 25 <50 54 <250 <1 <1 <1 <1

7/24/03 75 <50 <50 <250 <1 <1 <1 <1

7/24/03 148.5 <50 270 <250 <1 <1 <1 <1

7/24/03 180 <50 57 <250 <1 <1 <1 <1

1/22/04 25 <50 110 <250 <1 <1 <1 <1

1/22/04 75 <50 <50 <250 <1 <1 <1 <1

1/22/04 148.5 <50 450 370 <1 <1 <1 <1

1/22/04 180 <50 58 <250 <1 <1 <1 <1

7/19/04 25 <50 70 <250 <0.5 <0.5 <0.5 <1.5

7/19/04 75 <50 57 <250 <0.5 <0.5 <0.5 <1.5

7/19/04 148.5 <50 190 <250 <0.5 <0.5 <0.5 <1.5

7/19/04 180 <50 <50 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 25 <50 70 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 75 <50 240 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 148.5 <50 410 <250 <0.5 <0.5 <0.5 <1.5

1/20/05 180 <50 250 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 25 <100 59 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 75 <100 <50 <250 <0.5 <0.5 <0.5 <1.5
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Table 6.  Analytical Results for Ground Water in Multi-Level Wells - Organic Compounds - Redwood Oil Bulk Plant - 455 Yolanda Ave, Santa
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Sample
ID

Sample
Date

Sample Depth
(in feet)

TPPH(G) TPH(D) Motor Oil Benzene Toluene Ethylbenzene Xylenes

< ---------------------------------------------------------------------------- ppb ---------------------------------------------------------------------------------- >
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MW-23
cont

7/13/05 148.5 <100 <50 <250 <0.5 <0.5 <0.5 <1.5

7/13/05 180 <100 <50 <250 <0.5 <0.5 <0.5 <1.5

Explanation:

TPPH (G) = Total Purgeable Petroleum Hydroc arbons as Gasoline

TPH(D) = Total Petroleum Hydrocarbons as Diesel

ppb = parts per billion

Notes:

1 Port was d ry.
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